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HEALTH.
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STANDARD SANITARY SEWER EXTENSION NOTES: 1. MAXIMUM ALLOWABLE INFILTRATION OR EXFILTRATION SHALL NOT EXCEED 100 GALLONS PER INCH MAXIMUM ALLOWABLE INFILTRATION OR EXFILTRATION SHALL NOT EXCEED 100 GALLONS PER INCH DIAMETER PER MILE OF PIPE PER DAY FOR THE SANITARY SEWER.  IF AN AIR TEST IS USED, THE TEST AS A MINIMUM SHALL CONFORM TO THE PROCEDURE DESCRIBED IN ASTM DESIGNATION C828-86 ENTITLED PRACTICE FOR LOW-PRESSURE AIR TEST OF VITRIFIED CLAY PIPE LINES.  SANITARY MANHOLES SHALL BE VISUALLY INSPECTED AND TESTED FOR LEAKAGE BY EXFILTRATION OR VACUUM.  VACUUM TESTING OF MANHOLES SHALL COMPLY WITH THE METHOD OUTLINED IN THE NEW YORK STATE DEPARTMENT OF ENVIRONMENTAL CONSERVATION TECHNICAL INFORMATION PAMPHLET (TIP) No. 15 (REVISED).
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WATER MAIN AND SERVICE NOTES: 1. ALL NEW WATER MAIN SHALL BE INSTALLED WITH A MINIMUM COVER DEPTH FROM PROPOSED ALL NEW WATER MAIN SHALL BE INSTALLED WITH A MINIMUM COVER DEPTH FROM PROPOSED FINISHED GRADE OF 4.5 FEET FOR DOMESTIC MAINS AND 5.0 FEET FOR HOLLY MAINS. 2. THE ROCHESTER WATER BUREAU REQUIRES THAT A HYDRANT USE PERMIT BE OBTAINED BY THE THE ROCHESTER WATER BUREAU REQUIRES THAT A HYDRANT USE PERMIT BE OBTAINED BY THE CONTRACTOR PRIOR TO USING ANY HYDRANT AS A SOURCE OF WATER SUPPLY.  THE PERMIT REQUIRES THE USE OF A WATER METER AND A BACKFLOW PREVENTER.  THE WATER BUREAU WILL SUPPLY A WATER METER AND BACKFLOW PREVENTER WITH THE PERMIT.  THE FEE INCLUDES A REFUNDABLE DEPOSIT FOR THE USE OF THE WATER METER AND BACKFLOW PREVENTER.  3. FOR EXISTING VALVES AND CURB STOPS THAT ARE LOCATED ON WATER MAINS AND WATER FOR EXISTING VALVES AND CURB STOPS THAT ARE LOCATED ON WATER MAINS AND WATER SERVICES WHICH ARE TO BE RETAINED, THE EXISTING VALVE AND CURB BOXES SHALL BE ADJUSTED TO GRADE OR REPLACED AS SHOWN ON THE PLANS OR DIRECTED BY THE PROJECT MANAGER. 4. FOR ALL ABANDONED WATER MAIN AND HYDRANT BRANCHES, THE CONTRACTOR SHALL PLUG FOR ALL ABANDONED WATER MAIN AND HYDRANT BRANCHES, THE CONTRACTOR SHALL PLUG ALL CUT AND OPEN ENDS WITH 12-INCHES OF CONCRETE.  THE CONTRACTOR SHALL LEAVE ABANDONED MAIN LINE, HYDRANT BRANCH AND SERVICE VALVES IN THE CLOSED POSITION. 5. THE CONTRACTOR SHALL EXERCISE CAUTION WHEN WORKING NEAR WATER MAINS WHICH ARE TO THE CONTRACTOR SHALL EXERCISE CAUTION WHEN WORKING NEAR WATER MAINS WHICH ARE TO BE RETAINED.  NO VIBRATORY EQUIPMENT IS TO BE USED OVER OR ADJACENT TO EXISTING WATER MAINS. 6. APPROPRIATE MEASURES SHALL BE TAKEN TO PREVENT DIRT, DEBRIS, SURFACE AND GROUND APPROPRIATE MEASURES SHALL BE TAKEN TO PREVENT DIRT, DEBRIS, SURFACE AND GROUND WATER FROM CONTAMINATING THE WATER MAIN.  THE WATER LEVEL IN THE EXCAVATION AT OPEN PIPE ENDS SHALL NEVER BE LESS THAN 12 INCHES BELOW THE INVERT OF THE WATER MAIN.  WHENEVER AN OPEN PIPE IS LEFT UNATTENDED, IT SHALL BE COVERED IN A WATER TIGHT MANNER. 7. ALL GATE VALVES REQUIRE MECHANICAL JOINT RESTRAINT WITHIN 18-FEET OF THE VALVE. ALL GATE VALVES REQUIRE MECHANICAL JOINT RESTRAINT WITHIN 18-FEET OF THE VALVE. 8. ALL NEW DUCTILE IRON WATER MAIN SHALL BE INSTALLED WITH POLYETHYLENE ENCASEMENT. ALL NEW DUCTILE IRON WATER MAIN SHALL BE INSTALLED WITH POLYETHYLENE ENCASEMENT. 9. ALL SERVICE TAPS ON PVC/PVCO WATER MAIN REQUIRE SERVICE SADDLES. ALL SERVICE TAPS ON PVC/PVCO WATER MAIN REQUIRE SERVICE SADDLES. 10. STAINLESS STEEL INSERTS ARE REQUIRED ON ALL POLYETHYLENE (PE) SERVICE FITTINGS. STAINLESS STEEL INSERTS ARE REQUIRED ON ALL POLYETHYLENE (PE) SERVICE FITTINGS. 11. TRACER WIRE IS REQUIRED ON ALL BURIED NON-METALLIC WATER MAINS AND WATER SERVICES.TRACER WIRE IS REQUIRED ON ALL BURIED NON-METALLIC WATER MAINS AND WATER SERVICES.
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AutoCAD SHX Text
RRG

AutoCAD SHX Text
8/1/16

AutoCAD SHX Text
REVISED PER AGENCY COMMENTS

AutoCAD SHX Text
RRG

AutoCAD SHX Text
3/31/17

AutoCAD SHX Text
REVISED SANITARY LATERAL

AutoCAD SHX Text
J. CRETEKOS

AutoCAD SHX Text
P. VARS

AutoCAD SHX Text
MCPW - ROCHESTER PURE WATERS DISTRICT SEWER NOTES FOR SEWER LATERAL CONNECTIONS: 1. THIS PLAN REQUIRES APPROVAL AND ISSUANCE OF A PLUMBING PERMIT FROM THE CITY OF ROCHESTER PLUMBING DEPARTMENT. THIS PLAN REQUIRES APPROVAL AND ISSUANCE OF A PLUMBING PERMIT FROM THE CITY OF ROCHESTER PLUMBING DEPARTMENT. 2. PRIOR TO CONSTRUCTION, A SEWER CONNECTION PERMIT MUST BE OBTAINED FROM THE MONROE COUNTY PURE WATERS (MCPW) PERMIT OFFICE AT 444 EAST PRIOR TO CONSTRUCTION, A SEWER CONNECTION PERMIT MUST BE OBTAINED FROM THE MONROE COUNTY PURE WATERS (MCPW) PERMIT OFFICE AT 444 EAST  TO CONSTRUCTION, A SEWER CONNECTION PERMIT MUST BE OBTAINED FROM THE MONROE COUNTY PURE WATERS (MCPW) PERMIT OFFICE AT 444 EAST TO CONSTRUCTION, A SEWER CONNECTION PERMIT MUST BE OBTAINED FROM THE MONROE COUNTY PURE WATERS (MCPW) PERMIT OFFICE AT 444 EAST  CONSTRUCTION, A SEWER CONNECTION PERMIT MUST BE OBTAINED FROM THE MONROE COUNTY PURE WATERS (MCPW) PERMIT OFFICE AT 444 EAST CONSTRUCTION, A SEWER CONNECTION PERMIT MUST BE OBTAINED FROM THE MONROE COUNTY PURE WATERS (MCPW) PERMIT OFFICE AT 444 EAST  A SEWER CONNECTION PERMIT MUST BE OBTAINED FROM THE MONROE COUNTY PURE WATERS (MCPW) PERMIT OFFICE AT 444 EAST A SEWER CONNECTION PERMIT MUST BE OBTAINED FROM THE MONROE COUNTY PURE WATERS (MCPW) PERMIT OFFICE AT 444 EAST  SEWER CONNECTION PERMIT MUST BE OBTAINED FROM THE MONROE COUNTY PURE WATERS (MCPW) PERMIT OFFICE AT 444 EAST SEWER CONNECTION PERMIT MUST BE OBTAINED FROM THE MONROE COUNTY PURE WATERS (MCPW) PERMIT OFFICE AT 444 EAST  CONNECTION PERMIT MUST BE OBTAINED FROM THE MONROE COUNTY PURE WATERS (MCPW) PERMIT OFFICE AT 444 EAST CONNECTION PERMIT MUST BE OBTAINED FROM THE MONROE COUNTY PURE WATERS (MCPW) PERMIT OFFICE AT 444 EAST  PERMIT MUST BE OBTAINED FROM THE MONROE COUNTY PURE WATERS (MCPW) PERMIT OFFICE AT 444 EAST PERMIT MUST BE OBTAINED FROM THE MONROE COUNTY PURE WATERS (MCPW) PERMIT OFFICE AT 444 EAST  MUST BE OBTAINED FROM THE MONROE COUNTY PURE WATERS (MCPW) PERMIT OFFICE AT 444 EAST MUST BE OBTAINED FROM THE MONROE COUNTY PURE WATERS (MCPW) PERMIT OFFICE AT 444 EAST  BE OBTAINED FROM THE MONROE COUNTY PURE WATERS (MCPW) PERMIT OFFICE AT 444 EAST BE OBTAINED FROM THE MONROE COUNTY PURE WATERS (MCPW) PERMIT OFFICE AT 444 EAST  OBTAINED FROM THE MONROE COUNTY PURE WATERS (MCPW) PERMIT OFFICE AT 444 EAST OBTAINED FROM THE MONROE COUNTY PURE WATERS (MCPW) PERMIT OFFICE AT 444 EAST  FROM THE MONROE COUNTY PURE WATERS (MCPW) PERMIT OFFICE AT 444 EAST FROM THE MONROE COUNTY PURE WATERS (MCPW) PERMIT OFFICE AT 444 EAST  THE MONROE COUNTY PURE WATERS (MCPW) PERMIT OFFICE AT 444 EAST THE MONROE COUNTY PURE WATERS (MCPW) PERMIT OFFICE AT 444 EAST  MONROE COUNTY PURE WATERS (MCPW) PERMIT OFFICE AT 444 EAST MONROE COUNTY PURE WATERS (MCPW) PERMIT OFFICE AT 444 EAST  COUNTY PURE WATERS (MCPW) PERMIT OFFICE AT 444 EAST COUNTY PURE WATERS (MCPW) PERMIT OFFICE AT 444 EAST  PURE WATERS (MCPW) PERMIT OFFICE AT 444 EAST PURE WATERS (MCPW) PERMIT OFFICE AT 444 EAST  WATERS (MCPW) PERMIT OFFICE AT 444 EAST WATERS (MCPW) PERMIT OFFICE AT 444 EAST  (MCPW) PERMIT OFFICE AT 444 EAST (MCPW) PERMIT OFFICE AT 444 EAST  PERMIT OFFICE AT 444 EAST PERMIT OFFICE AT 444 EAST  OFFICE AT 444 EAST OFFICE AT 444 EAST  AT 444 EAST AT 444 EAST  444 EAST 444 EAST  EAST EAST HENRIETTA ROAD, BUILDING 15, ROCHESTER. NEW YORK 14620-4643, PHONE # 753-7600 (OPT. 5). 3. SEWER CONNECTION PERMIT(S) CAN ONLY BE ISSUED TO A PLUMBER LICENSED IN THE CITY OF ROCHESTER AND WHO IS FULLY INSURED AND BONDED IN THE SEWER CONNECTION PERMIT(S) CAN ONLY BE ISSUED TO A PLUMBER LICENSED IN THE CITY OF ROCHESTER AND WHO IS FULLY INSURED AND BONDED IN THE  CONNECTION PERMIT(S) CAN ONLY BE ISSUED TO A PLUMBER LICENSED IN THE CITY OF ROCHESTER AND WHO IS FULLY INSURED AND BONDED IN THE CONNECTION PERMIT(S) CAN ONLY BE ISSUED TO A PLUMBER LICENSED IN THE CITY OF ROCHESTER AND WHO IS FULLY INSURED AND BONDED IN THE  PERMIT(S) CAN ONLY BE ISSUED TO A PLUMBER LICENSED IN THE CITY OF ROCHESTER AND WHO IS FULLY INSURED AND BONDED IN THE PERMIT(S) CAN ONLY BE ISSUED TO A PLUMBER LICENSED IN THE CITY OF ROCHESTER AND WHO IS FULLY INSURED AND BONDED IN THE  CAN ONLY BE ISSUED TO A PLUMBER LICENSED IN THE CITY OF ROCHESTER AND WHO IS FULLY INSURED AND BONDED IN THE CAN ONLY BE ISSUED TO A PLUMBER LICENSED IN THE CITY OF ROCHESTER AND WHO IS FULLY INSURED AND BONDED IN THE  ONLY BE ISSUED TO A PLUMBER LICENSED IN THE CITY OF ROCHESTER AND WHO IS FULLY INSURED AND BONDED IN THE ONLY BE ISSUED TO A PLUMBER LICENSED IN THE CITY OF ROCHESTER AND WHO IS FULLY INSURED AND BONDED IN THE  BE ISSUED TO A PLUMBER LICENSED IN THE CITY OF ROCHESTER AND WHO IS FULLY INSURED AND BONDED IN THE BE ISSUED TO A PLUMBER LICENSED IN THE CITY OF ROCHESTER AND WHO IS FULLY INSURED AND BONDED IN THE  ISSUED TO A PLUMBER LICENSED IN THE CITY OF ROCHESTER AND WHO IS FULLY INSURED AND BONDED IN THE ISSUED TO A PLUMBER LICENSED IN THE CITY OF ROCHESTER AND WHO IS FULLY INSURED AND BONDED IN THE  TO A PLUMBER LICENSED IN THE CITY OF ROCHESTER AND WHO IS FULLY INSURED AND BONDED IN THE TO A PLUMBER LICENSED IN THE CITY OF ROCHESTER AND WHO IS FULLY INSURED AND BONDED IN THE  A PLUMBER LICENSED IN THE CITY OF ROCHESTER AND WHO IS FULLY INSURED AND BONDED IN THE A PLUMBER LICENSED IN THE CITY OF ROCHESTER AND WHO IS FULLY INSURED AND BONDED IN THE  PLUMBER LICENSED IN THE CITY OF ROCHESTER AND WHO IS FULLY INSURED AND BONDED IN THE PLUMBER LICENSED IN THE CITY OF ROCHESTER AND WHO IS FULLY INSURED AND BONDED IN THE  LICENSED IN THE CITY OF ROCHESTER AND WHO IS FULLY INSURED AND BONDED IN THE LICENSED IN THE CITY OF ROCHESTER AND WHO IS FULLY INSURED AND BONDED IN THE  IN THE CITY OF ROCHESTER AND WHO IS FULLY INSURED AND BONDED IN THE IN THE CITY OF ROCHESTER AND WHO IS FULLY INSURED AND BONDED IN THE  THE CITY OF ROCHESTER AND WHO IS FULLY INSURED AND BONDED IN THE THE CITY OF ROCHESTER AND WHO IS FULLY INSURED AND BONDED IN THE  CITY OF ROCHESTER AND WHO IS FULLY INSURED AND BONDED IN THE CITY OF ROCHESTER AND WHO IS FULLY INSURED AND BONDED IN THE  OF ROCHESTER AND WHO IS FULLY INSURED AND BONDED IN THE OF ROCHESTER AND WHO IS FULLY INSURED AND BONDED IN THE  ROCHESTER AND WHO IS FULLY INSURED AND BONDED IN THE ROCHESTER AND WHO IS FULLY INSURED AND BONDED IN THE  AND WHO IS FULLY INSURED AND BONDED IN THE AND WHO IS FULLY INSURED AND BONDED IN THE  WHO IS FULLY INSURED AND BONDED IN THE WHO IS FULLY INSURED AND BONDED IN THE  IS FULLY INSURED AND BONDED IN THE IS FULLY INSURED AND BONDED IN THE  FULLY INSURED AND BONDED IN THE FULLY INSURED AND BONDED IN THE  INSURED AND BONDED IN THE INSURED AND BONDED IN THE  AND BONDED IN THE AND BONDED IN THE  BONDED IN THE BONDED IN THE  IN THE IN THE  THE THE ROCHESTER PURE WATERS DISTRICT (RPWD).  PAYMENT (CHECK OR MONEY ORDER TO “RPWD”) OF ALL APPLICABLE PERMIT FEES MUST BE PAID PRIOR TO PERMIT  PURE WATERS DISTRICT (RPWD).  PAYMENT (CHECK OR MONEY ORDER TO “RPWD”) OF ALL APPLICABLE PERMIT FEES MUST BE PAID PRIOR TO PERMIT PURE WATERS DISTRICT (RPWD).  PAYMENT (CHECK OR MONEY ORDER TO “RPWD”) OF ALL APPLICABLE PERMIT FEES MUST BE PAID PRIOR TO PERMIT  WATERS DISTRICT (RPWD).  PAYMENT (CHECK OR MONEY ORDER TO “RPWD”) OF ALL APPLICABLE PERMIT FEES MUST BE PAID PRIOR TO PERMIT WATERS DISTRICT (RPWD).  PAYMENT (CHECK OR MONEY ORDER TO “RPWD”) OF ALL APPLICABLE PERMIT FEES MUST BE PAID PRIOR TO PERMIT  DISTRICT (RPWD).  PAYMENT (CHECK OR MONEY ORDER TO “RPWD”) OF ALL APPLICABLE PERMIT FEES MUST BE PAID PRIOR TO PERMIT DISTRICT (RPWD).  PAYMENT (CHECK OR MONEY ORDER TO “RPWD”) OF ALL APPLICABLE PERMIT FEES MUST BE PAID PRIOR TO PERMIT  (RPWD).  PAYMENT (CHECK OR MONEY ORDER TO “RPWD”) OF ALL APPLICABLE PERMIT FEES MUST BE PAID PRIOR TO PERMIT (RPWD).  PAYMENT (CHECK OR MONEY ORDER TO “RPWD”) OF ALL APPLICABLE PERMIT FEES MUST BE PAID PRIOR TO PERMIT   PAYMENT (CHECK OR MONEY ORDER TO “RPWD”) OF ALL APPLICABLE PERMIT FEES MUST BE PAID PRIOR TO PERMIT  PAYMENT (CHECK OR MONEY ORDER TO “RPWD”) OF ALL APPLICABLE PERMIT FEES MUST BE PAID PRIOR TO PERMIT PAYMENT (CHECK OR MONEY ORDER TO “RPWD”) OF ALL APPLICABLE PERMIT FEES MUST BE PAID PRIOR TO PERMIT  (CHECK OR MONEY ORDER TO “RPWD”) OF ALL APPLICABLE PERMIT FEES MUST BE PAID PRIOR TO PERMIT (CHECK OR MONEY ORDER TO “RPWD”) OF ALL APPLICABLE PERMIT FEES MUST BE PAID PRIOR TO PERMIT  OR MONEY ORDER TO “RPWD”) OF ALL APPLICABLE PERMIT FEES MUST BE PAID PRIOR TO PERMIT OR MONEY ORDER TO “RPWD”) OF ALL APPLICABLE PERMIT FEES MUST BE PAID PRIOR TO PERMIT  MONEY ORDER TO “RPWD”) OF ALL APPLICABLE PERMIT FEES MUST BE PAID PRIOR TO PERMIT MONEY ORDER TO “RPWD”) OF ALL APPLICABLE PERMIT FEES MUST BE PAID PRIOR TO PERMIT  ORDER TO “RPWD”) OF ALL APPLICABLE PERMIT FEES MUST BE PAID PRIOR TO PERMIT ORDER TO “RPWD”) OF ALL APPLICABLE PERMIT FEES MUST BE PAID PRIOR TO PERMIT  TO “RPWD”) OF ALL APPLICABLE PERMIT FEES MUST BE PAID PRIOR TO PERMIT TO “RPWD”) OF ALL APPLICABLE PERMIT FEES MUST BE PAID PRIOR TO PERMIT  “RPWD”) OF ALL APPLICABLE PERMIT FEES MUST BE PAID PRIOR TO PERMIT RPWD”) OF ALL APPLICABLE PERMIT FEES MUST BE PAID PRIOR TO PERMIT ) OF ALL APPLICABLE PERMIT FEES MUST BE PAID PRIOR TO PERMIT  OF ALL APPLICABLE PERMIT FEES MUST BE PAID PRIOR TO PERMIT OF ALL APPLICABLE PERMIT FEES MUST BE PAID PRIOR TO PERMIT  ALL APPLICABLE PERMIT FEES MUST BE PAID PRIOR TO PERMIT ALL APPLICABLE PERMIT FEES MUST BE PAID PRIOR TO PERMIT  APPLICABLE PERMIT FEES MUST BE PAID PRIOR TO PERMIT APPLICABLE PERMIT FEES MUST BE PAID PRIOR TO PERMIT  PERMIT FEES MUST BE PAID PRIOR TO PERMIT PERMIT FEES MUST BE PAID PRIOR TO PERMIT  FEES MUST BE PAID PRIOR TO PERMIT FEES MUST BE PAID PRIOR TO PERMIT  MUST BE PAID PRIOR TO PERMIT MUST BE PAID PRIOR TO PERMIT  BE PAID PRIOR TO PERMIT BE PAID PRIOR TO PERMIT  PAID PRIOR TO PERMIT PAID PRIOR TO PERMIT  PRIOR TO PERMIT PRIOR TO PERMIT  TO PERMIT TO PERMIT  PERMIT PERMIT ISSUANCE. 4. THE RPWD SHALL BE NOTIFIED FORTY-EIGHT HOURS IN ADVANCE OF A CONNECTION OR TAP. [753-7600 (OPT. 5)].  THE CONTRACTOR SHALL MAKE ALL REQUIRED THE RPWD SHALL BE NOTIFIED FORTY-EIGHT HOURS IN ADVANCE OF A CONNECTION OR TAP. [753-7600 (OPT. 5)].  THE CONTRACTOR SHALL MAKE ALL REQUIRED  RPWD SHALL BE NOTIFIED FORTY-EIGHT HOURS IN ADVANCE OF A CONNECTION OR TAP. [753-7600 (OPT. 5)].  THE CONTRACTOR SHALL MAKE ALL REQUIRED RPWD SHALL BE NOTIFIED FORTY-EIGHT HOURS IN ADVANCE OF A CONNECTION OR TAP. [753-7600 (OPT. 5)].  THE CONTRACTOR SHALL MAKE ALL REQUIRED  SHALL BE NOTIFIED FORTY-EIGHT HOURS IN ADVANCE OF A CONNECTION OR TAP. [753-7600 (OPT. 5)].  THE CONTRACTOR SHALL MAKE ALL REQUIRED SHALL BE NOTIFIED FORTY-EIGHT HOURS IN ADVANCE OF A CONNECTION OR TAP. [753-7600 (OPT. 5)].  THE CONTRACTOR SHALL MAKE ALL REQUIRED  BE NOTIFIED FORTY-EIGHT HOURS IN ADVANCE OF A CONNECTION OR TAP. [753-7600 (OPT. 5)].  THE CONTRACTOR SHALL MAKE ALL REQUIRED BE NOTIFIED FORTY-EIGHT HOURS IN ADVANCE OF A CONNECTION OR TAP. [753-7600 (OPT. 5)].  THE CONTRACTOR SHALL MAKE ALL REQUIRED  NOTIFIED FORTY-EIGHT HOURS IN ADVANCE OF A CONNECTION OR TAP. [753-7600 (OPT. 5)].  THE CONTRACTOR SHALL MAKE ALL REQUIRED NOTIFIED FORTY-EIGHT HOURS IN ADVANCE OF A CONNECTION OR TAP. [753-7600 (OPT. 5)].  THE CONTRACTOR SHALL MAKE ALL REQUIRED  FORTY-EIGHT HOURS IN ADVANCE OF A CONNECTION OR TAP. [753-7600 (OPT. 5)].  THE CONTRACTOR SHALL MAKE ALL REQUIRED FORTY-EIGHT HOURS IN ADVANCE OF A CONNECTION OR TAP. [753-7600 (OPT. 5)].  THE CONTRACTOR SHALL MAKE ALL REQUIRED  HOURS IN ADVANCE OF A CONNECTION OR TAP. [753-7600 (OPT. 5)].  THE CONTRACTOR SHALL MAKE ALL REQUIRED HOURS IN ADVANCE OF A CONNECTION OR TAP. [753-7600 (OPT. 5)].  THE CONTRACTOR SHALL MAKE ALL REQUIRED  IN ADVANCE OF A CONNECTION OR TAP. [753-7600 (OPT. 5)].  THE CONTRACTOR SHALL MAKE ALL REQUIRED IN ADVANCE OF A CONNECTION OR TAP. [753-7600 (OPT. 5)].  THE CONTRACTOR SHALL MAKE ALL REQUIRED  ADVANCE OF A CONNECTION OR TAP. [753-7600 (OPT. 5)].  THE CONTRACTOR SHALL MAKE ALL REQUIRED ADVANCE OF A CONNECTION OR TAP. [753-7600 (OPT. 5)].  THE CONTRACTOR SHALL MAKE ALL REQUIRED  OF A CONNECTION OR TAP. [753-7600 (OPT. 5)].  THE CONTRACTOR SHALL MAKE ALL REQUIRED OF A CONNECTION OR TAP. [753-7600 (OPT. 5)].  THE CONTRACTOR SHALL MAKE ALL REQUIRED  A CONNECTION OR TAP. [753-7600 (OPT. 5)].  THE CONTRACTOR SHALL MAKE ALL REQUIRED A CONNECTION OR TAP. [753-7600 (OPT. 5)].  THE CONTRACTOR SHALL MAKE ALL REQUIRED  CONNECTION OR TAP. [753-7600 (OPT. 5)].  THE CONTRACTOR SHALL MAKE ALL REQUIRED CONNECTION OR TAP. [753-7600 (OPT. 5)].  THE CONTRACTOR SHALL MAKE ALL REQUIRED  OR TAP. [753-7600 (OPT. 5)].  THE CONTRACTOR SHALL MAKE ALL REQUIRED OR TAP. [753-7600 (OPT. 5)].  THE CONTRACTOR SHALL MAKE ALL REQUIRED  TAP. [753-7600 (OPT. 5)].  THE CONTRACTOR SHALL MAKE ALL REQUIRED TAP. [753-7600 (OPT. 5)].  THE CONTRACTOR SHALL MAKE ALL REQUIRED  [753-7600 (OPT. 5)].  THE CONTRACTOR SHALL MAKE ALL REQUIRED [753-7600 (OPT. 5)].  THE CONTRACTOR SHALL MAKE ALL REQUIRED  (OPT. 5)].  THE CONTRACTOR SHALL MAKE ALL REQUIRED (OPT. 5)].  THE CONTRACTOR SHALL MAKE ALL REQUIRED  5)].  THE CONTRACTOR SHALL MAKE ALL REQUIRED 5)].  THE CONTRACTOR SHALL MAKE ALL REQUIRED   THE CONTRACTOR SHALL MAKE ALL REQUIRED  THE CONTRACTOR SHALL MAKE ALL REQUIRED THE CONTRACTOR SHALL MAKE ALL REQUIRED  CONTRACTOR SHALL MAKE ALL REQUIRED CONTRACTOR SHALL MAKE ALL REQUIRED  SHALL MAKE ALL REQUIRED SHALL MAKE ALL REQUIRED  MAKE ALL REQUIRED MAKE ALL REQUIRED  ALL REQUIRED ALL REQUIRED  REQUIRED REQUIRED TAPS TO THE RPWD SEWERS.  ALL TAPS AND CONNECTIONS TO DISTRICT UTILITIES MUST BE WITNESSED BY A DISTRICT INSPECTOR.  5. SANITARY/STORM/COMBINATION SEWER LATERAL(S) AND APPURTENANCES SHALL BE CONSTRUCTED IN CONFORMANCE WITH THE REQUIREMENTS OF THE ROCHESTER SANITARY/STORM/COMBINATION SEWER LATERAL(S) AND APPURTENANCES SHALL BE CONSTRUCTED IN CONFORMANCE WITH THE REQUIREMENTS OF THE ROCHESTER  SEWER LATERAL(S) AND APPURTENANCES SHALL BE CONSTRUCTED IN CONFORMANCE WITH THE REQUIREMENTS OF THE ROCHESTER SEWER LATERAL(S) AND APPURTENANCES SHALL BE CONSTRUCTED IN CONFORMANCE WITH THE REQUIREMENTS OF THE ROCHESTER  LATERAL(S) AND APPURTENANCES SHALL BE CONSTRUCTED IN CONFORMANCE WITH THE REQUIREMENTS OF THE ROCHESTER LATERAL(S) AND APPURTENANCES SHALL BE CONSTRUCTED IN CONFORMANCE WITH THE REQUIREMENTS OF THE ROCHESTER  AND APPURTENANCES SHALL BE CONSTRUCTED IN CONFORMANCE WITH THE REQUIREMENTS OF THE ROCHESTER AND APPURTENANCES SHALL BE CONSTRUCTED IN CONFORMANCE WITH THE REQUIREMENTS OF THE ROCHESTER  APPURTENANCES SHALL BE CONSTRUCTED IN CONFORMANCE WITH THE REQUIREMENTS OF THE ROCHESTER APPURTENANCES SHALL BE CONSTRUCTED IN CONFORMANCE WITH THE REQUIREMENTS OF THE ROCHESTER  SHALL BE CONSTRUCTED IN CONFORMANCE WITH THE REQUIREMENTS OF THE ROCHESTER SHALL BE CONSTRUCTED IN CONFORMANCE WITH THE REQUIREMENTS OF THE ROCHESTER  BE CONSTRUCTED IN CONFORMANCE WITH THE REQUIREMENTS OF THE ROCHESTER BE CONSTRUCTED IN CONFORMANCE WITH THE REQUIREMENTS OF THE ROCHESTER  CONSTRUCTED IN CONFORMANCE WITH THE REQUIREMENTS OF THE ROCHESTER CONSTRUCTED IN CONFORMANCE WITH THE REQUIREMENTS OF THE ROCHESTER  IN CONFORMANCE WITH THE REQUIREMENTS OF THE ROCHESTER IN CONFORMANCE WITH THE REQUIREMENTS OF THE ROCHESTER  CONFORMANCE WITH THE REQUIREMENTS OF THE ROCHESTER CONFORMANCE WITH THE REQUIREMENTS OF THE ROCHESTER  WITH THE REQUIREMENTS OF THE ROCHESTER WITH THE REQUIREMENTS OF THE ROCHESTER  THE REQUIREMENTS OF THE ROCHESTER THE REQUIREMENTS OF THE ROCHESTER  REQUIREMENTS OF THE ROCHESTER REQUIREMENTS OF THE ROCHESTER  OF THE ROCHESTER OF THE ROCHESTER  THE ROCHESTER THE ROCHESTER  ROCHESTER ROCHESTER PURE WATERS DISTRICT.  ALL NEW CONNECTIONS SHALL BE INSPECTED BY A REPRESENTATIVE OF THE DISTRICT.   6. CLEANOUTS SHALL BE INSTALLED ON ALL 4” AND 6” DIAMETER SEWER LATERALS AT THE RIGHT-OF-WAY (ROW) LINE, OR THE SEWER EASEMENT LINE WHERE CLEANOUTS SHALL BE INSTALLED ON ALL 4” AND 6” DIAMETER SEWER LATERALS AT THE RIGHT-OF-WAY (ROW) LINE, OR THE SEWER EASEMENT LINE WHERE  SHALL BE INSTALLED ON ALL 4” AND 6” DIAMETER SEWER LATERALS AT THE RIGHT-OF-WAY (ROW) LINE, OR THE SEWER EASEMENT LINE WHERE SHALL BE INSTALLED ON ALL 4” AND 6” DIAMETER SEWER LATERALS AT THE RIGHT-OF-WAY (ROW) LINE, OR THE SEWER EASEMENT LINE WHERE  BE INSTALLED ON ALL 4” AND 6” DIAMETER SEWER LATERALS AT THE RIGHT-OF-WAY (ROW) LINE, OR THE SEWER EASEMENT LINE WHERE BE INSTALLED ON ALL 4” AND 6” DIAMETER SEWER LATERALS AT THE RIGHT-OF-WAY (ROW) LINE, OR THE SEWER EASEMENT LINE WHERE  INSTALLED ON ALL 4” AND 6” DIAMETER SEWER LATERALS AT THE RIGHT-OF-WAY (ROW) LINE, OR THE SEWER EASEMENT LINE WHERE INSTALLED ON ALL 4” AND 6” DIAMETER SEWER LATERALS AT THE RIGHT-OF-WAY (ROW) LINE, OR THE SEWER EASEMENT LINE WHERE  ON ALL 4” AND 6” DIAMETER SEWER LATERALS AT THE RIGHT-OF-WAY (ROW) LINE, OR THE SEWER EASEMENT LINE WHERE ON ALL 4” AND 6” DIAMETER SEWER LATERALS AT THE RIGHT-OF-WAY (ROW) LINE, OR THE SEWER EASEMENT LINE WHERE  ALL 4” AND 6” DIAMETER SEWER LATERALS AT THE RIGHT-OF-WAY (ROW) LINE, OR THE SEWER EASEMENT LINE WHERE ALL 4” AND 6” DIAMETER SEWER LATERALS AT THE RIGHT-OF-WAY (ROW) LINE, OR THE SEWER EASEMENT LINE WHERE  4” AND 6” DIAMETER SEWER LATERALS AT THE RIGHT-OF-WAY (ROW) LINE, OR THE SEWER EASEMENT LINE WHERE 4” AND 6” DIAMETER SEWER LATERALS AT THE RIGHT-OF-WAY (ROW) LINE, OR THE SEWER EASEMENT LINE WHERE  AND 6” DIAMETER SEWER LATERALS AT THE RIGHT-OF-WAY (ROW) LINE, OR THE SEWER EASEMENT LINE WHERE AND 6” DIAMETER SEWER LATERALS AT THE RIGHT-OF-WAY (ROW) LINE, OR THE SEWER EASEMENT LINE WHERE  6” DIAMETER SEWER LATERALS AT THE RIGHT-OF-WAY (ROW) LINE, OR THE SEWER EASEMENT LINE WHERE 6” DIAMETER SEWER LATERALS AT THE RIGHT-OF-WAY (ROW) LINE, OR THE SEWER EASEMENT LINE WHERE  DIAMETER SEWER LATERALS AT THE RIGHT-OF-WAY (ROW) LINE, OR THE SEWER EASEMENT LINE WHERE DIAMETER SEWER LATERALS AT THE RIGHT-OF-WAY (ROW) LINE, OR THE SEWER EASEMENT LINE WHERE  SEWER LATERALS AT THE RIGHT-OF-WAY (ROW) LINE, OR THE SEWER EASEMENT LINE WHERE SEWER LATERALS AT THE RIGHT-OF-WAY (ROW) LINE, OR THE SEWER EASEMENT LINE WHERE  LATERALS AT THE RIGHT-OF-WAY (ROW) LINE, OR THE SEWER EASEMENT LINE WHERE LATERALS AT THE RIGHT-OF-WAY (ROW) LINE, OR THE SEWER EASEMENT LINE WHERE  AT THE RIGHT-OF-WAY (ROW) LINE, OR THE SEWER EASEMENT LINE WHERE AT THE RIGHT-OF-WAY (ROW) LINE, OR THE SEWER EASEMENT LINE WHERE  THE RIGHT-OF-WAY (ROW) LINE, OR THE SEWER EASEMENT LINE WHERE THE RIGHT-OF-WAY (ROW) LINE, OR THE SEWER EASEMENT LINE WHERE  RIGHT-OF-WAY (ROW) LINE, OR THE SEWER EASEMENT LINE WHERE RIGHT-OF-WAY (ROW) LINE, OR THE SEWER EASEMENT LINE WHERE  (ROW) LINE, OR THE SEWER EASEMENT LINE WHERE (ROW) LINE, OR THE SEWER EASEMENT LINE WHERE  LINE, OR THE SEWER EASEMENT LINE WHERE LINE, OR THE SEWER EASEMENT LINE WHERE  OR THE SEWER EASEMENT LINE WHERE OR THE SEWER EASEMENT LINE WHERE  THE SEWER EASEMENT LINE WHERE THE SEWER EASEMENT LINE WHERE  SEWER EASEMENT LINE WHERE SEWER EASEMENT LINE WHERE  EASEMENT LINE WHERE EASEMENT LINE WHERE  LINE WHERE LINE WHERE  WHERE WHERE APPLICABLE.  (THE SEWER EASEMENT, RIGHT-OF-WAY AND/OR PROPERTY LINE MUST BE STAKED OUT PRIOR TO INSTALLATION OF LOT LINE CLEANOUTS TO ENSURE   (THE SEWER EASEMENT, RIGHT-OF-WAY AND/OR PROPERTY LINE MUST BE STAKED OUT PRIOR TO INSTALLATION OF LOT LINE CLEANOUTS TO ENSURE  (THE SEWER EASEMENT, RIGHT-OF-WAY AND/OR PROPERTY LINE MUST BE STAKED OUT PRIOR TO INSTALLATION OF LOT LINE CLEANOUTS TO ENSURE (THE SEWER EASEMENT, RIGHT-OF-WAY AND/OR PROPERTY LINE MUST BE STAKED OUT PRIOR TO INSTALLATION OF LOT LINE CLEANOUTS TO ENSURE  SEWER EASEMENT, RIGHT-OF-WAY AND/OR PROPERTY LINE MUST BE STAKED OUT PRIOR TO INSTALLATION OF LOT LINE CLEANOUTS TO ENSURE SEWER EASEMENT, RIGHT-OF-WAY AND/OR PROPERTY LINE MUST BE STAKED OUT PRIOR TO INSTALLATION OF LOT LINE CLEANOUTS TO ENSURE  EASEMENT, RIGHT-OF-WAY AND/OR PROPERTY LINE MUST BE STAKED OUT PRIOR TO INSTALLATION OF LOT LINE CLEANOUTS TO ENSURE EASEMENT, RIGHT-OF-WAY AND/OR PROPERTY LINE MUST BE STAKED OUT PRIOR TO INSTALLATION OF LOT LINE CLEANOUTS TO ENSURE  RIGHT-OF-WAY AND/OR PROPERTY LINE MUST BE STAKED OUT PRIOR TO INSTALLATION OF LOT LINE CLEANOUTS TO ENSURE RIGHT-OF-WAY AND/OR PROPERTY LINE MUST BE STAKED OUT PRIOR TO INSTALLATION OF LOT LINE CLEANOUTS TO ENSURE  AND/OR PROPERTY LINE MUST BE STAKED OUT PRIOR TO INSTALLATION OF LOT LINE CLEANOUTS TO ENSURE AND/OR PROPERTY LINE MUST BE STAKED OUT PRIOR TO INSTALLATION OF LOT LINE CLEANOUTS TO ENSURE  PROPERTY LINE MUST BE STAKED OUT PRIOR TO INSTALLATION OF LOT LINE CLEANOUTS TO ENSURE PROPERTY LINE MUST BE STAKED OUT PRIOR TO INSTALLATION OF LOT LINE CLEANOUTS TO ENSURE  LINE MUST BE STAKED OUT PRIOR TO INSTALLATION OF LOT LINE CLEANOUTS TO ENSURE LINE MUST BE STAKED OUT PRIOR TO INSTALLATION OF LOT LINE CLEANOUTS TO ENSURE  MUST BE STAKED OUT PRIOR TO INSTALLATION OF LOT LINE CLEANOUTS TO ENSURE MUST BE STAKED OUT PRIOR TO INSTALLATION OF LOT LINE CLEANOUTS TO ENSURE  BE STAKED OUT PRIOR TO INSTALLATION OF LOT LINE CLEANOUTS TO ENSURE BE STAKED OUT PRIOR TO INSTALLATION OF LOT LINE CLEANOUTS TO ENSURE  STAKED OUT PRIOR TO INSTALLATION OF LOT LINE CLEANOUTS TO ENSURE STAKED OUT PRIOR TO INSTALLATION OF LOT LINE CLEANOUTS TO ENSURE  OUT PRIOR TO INSTALLATION OF LOT LINE CLEANOUTS TO ENSURE OUT PRIOR TO INSTALLATION OF LOT LINE CLEANOUTS TO ENSURE  PRIOR TO INSTALLATION OF LOT LINE CLEANOUTS TO ENSURE PRIOR TO INSTALLATION OF LOT LINE CLEANOUTS TO ENSURE  TO INSTALLATION OF LOT LINE CLEANOUTS TO ENSURE TO INSTALLATION OF LOT LINE CLEANOUTS TO ENSURE  INSTALLATION OF LOT LINE CLEANOUTS TO ENSURE INSTALLATION OF LOT LINE CLEANOUTS TO ENSURE  OF LOT LINE CLEANOUTS TO ENSURE OF LOT LINE CLEANOUTS TO ENSURE  LOT LINE CLEANOUTS TO ENSURE LOT LINE CLEANOUTS TO ENSURE  LINE CLEANOUTS TO ENSURE LINE CLEANOUTS TO ENSURE  CLEANOUTS TO ENSURE CLEANOUTS TO ENSURE  TO ENSURE TO ENSURE  ENSURE ENSURE PROPER LOCATION OF THE CLEANOUTS. [REFER TO CLEANOUT DETAIL FOR PROPER INSTALLATION]). 7. IF AN EXISTING LATERAL IS TO BE UTILIZED, THE PLUMBER/CONTRACTOR MUST ENSURE THAT THE LATERAL IS IN GOOD CONDITION AND IS FREE OF DEBRIS (DIRT, IF AN EXISTING LATERAL IS TO BE UTILIZED, THE PLUMBER/CONTRACTOR MUST ENSURE THAT THE LATERAL IS IN GOOD CONDITION AND IS FREE OF DEBRIS (DIRT,  AN EXISTING LATERAL IS TO BE UTILIZED, THE PLUMBER/CONTRACTOR MUST ENSURE THAT THE LATERAL IS IN GOOD CONDITION AND IS FREE OF DEBRIS (DIRT, AN EXISTING LATERAL IS TO BE UTILIZED, THE PLUMBER/CONTRACTOR MUST ENSURE THAT THE LATERAL IS IN GOOD CONDITION AND IS FREE OF DEBRIS (DIRT,  EXISTING LATERAL IS TO BE UTILIZED, THE PLUMBER/CONTRACTOR MUST ENSURE THAT THE LATERAL IS IN GOOD CONDITION AND IS FREE OF DEBRIS (DIRT, EXISTING LATERAL IS TO BE UTILIZED, THE PLUMBER/CONTRACTOR MUST ENSURE THAT THE LATERAL IS IN GOOD CONDITION AND IS FREE OF DEBRIS (DIRT,  LATERAL IS TO BE UTILIZED, THE PLUMBER/CONTRACTOR MUST ENSURE THAT THE LATERAL IS IN GOOD CONDITION AND IS FREE OF DEBRIS (DIRT, LATERAL IS TO BE UTILIZED, THE PLUMBER/CONTRACTOR MUST ENSURE THAT THE LATERAL IS IN GOOD CONDITION AND IS FREE OF DEBRIS (DIRT,  IS TO BE UTILIZED, THE PLUMBER/CONTRACTOR MUST ENSURE THAT THE LATERAL IS IN GOOD CONDITION AND IS FREE OF DEBRIS (DIRT, IS TO BE UTILIZED, THE PLUMBER/CONTRACTOR MUST ENSURE THAT THE LATERAL IS IN GOOD CONDITION AND IS FREE OF DEBRIS (DIRT,  TO BE UTILIZED, THE PLUMBER/CONTRACTOR MUST ENSURE THAT THE LATERAL IS IN GOOD CONDITION AND IS FREE OF DEBRIS (DIRT, TO BE UTILIZED, THE PLUMBER/CONTRACTOR MUST ENSURE THAT THE LATERAL IS IN GOOD CONDITION AND IS FREE OF DEBRIS (DIRT,  BE UTILIZED, THE PLUMBER/CONTRACTOR MUST ENSURE THAT THE LATERAL IS IN GOOD CONDITION AND IS FREE OF DEBRIS (DIRT, BE UTILIZED, THE PLUMBER/CONTRACTOR MUST ENSURE THAT THE LATERAL IS IN GOOD CONDITION AND IS FREE OF DEBRIS (DIRT,  UTILIZED, THE PLUMBER/CONTRACTOR MUST ENSURE THAT THE LATERAL IS IN GOOD CONDITION AND IS FREE OF DEBRIS (DIRT, UTILIZED, THE PLUMBER/CONTRACTOR MUST ENSURE THAT THE LATERAL IS IN GOOD CONDITION AND IS FREE OF DEBRIS (DIRT,  THE PLUMBER/CONTRACTOR MUST ENSURE THAT THE LATERAL IS IN GOOD CONDITION AND IS FREE OF DEBRIS (DIRT, THE PLUMBER/CONTRACTOR MUST ENSURE THAT THE LATERAL IS IN GOOD CONDITION AND IS FREE OF DEBRIS (DIRT,  PLUMBER/CONTRACTOR MUST ENSURE THAT THE LATERAL IS IN GOOD CONDITION AND IS FREE OF DEBRIS (DIRT, PLUMBER/CONTRACTOR MUST ENSURE THAT THE LATERAL IS IN GOOD CONDITION AND IS FREE OF DEBRIS (DIRT,  MUST ENSURE THAT THE LATERAL IS IN GOOD CONDITION AND IS FREE OF DEBRIS (DIRT, MUST ENSURE THAT THE LATERAL IS IN GOOD CONDITION AND IS FREE OF DEBRIS (DIRT,  ENSURE THAT THE LATERAL IS IN GOOD CONDITION AND IS FREE OF DEBRIS (DIRT, ENSURE THAT THE LATERAL IS IN GOOD CONDITION AND IS FREE OF DEBRIS (DIRT,  THAT THE LATERAL IS IN GOOD CONDITION AND IS FREE OF DEBRIS (DIRT, THAT THE LATERAL IS IN GOOD CONDITION AND IS FREE OF DEBRIS (DIRT,  THE LATERAL IS IN GOOD CONDITION AND IS FREE OF DEBRIS (DIRT, THE LATERAL IS IN GOOD CONDITION AND IS FREE OF DEBRIS (DIRT,  LATERAL IS IN GOOD CONDITION AND IS FREE OF DEBRIS (DIRT, LATERAL IS IN GOOD CONDITION AND IS FREE OF DEBRIS (DIRT,  IS IN GOOD CONDITION AND IS FREE OF DEBRIS (DIRT, IS IN GOOD CONDITION AND IS FREE OF DEBRIS (DIRT,  IN GOOD CONDITION AND IS FREE OF DEBRIS (DIRT, IN GOOD CONDITION AND IS FREE OF DEBRIS (DIRT,  GOOD CONDITION AND IS FREE OF DEBRIS (DIRT, GOOD CONDITION AND IS FREE OF DEBRIS (DIRT,  CONDITION AND IS FREE OF DEBRIS (DIRT, CONDITION AND IS FREE OF DEBRIS (DIRT,  AND IS FREE OF DEBRIS (DIRT, AND IS FREE OF DEBRIS (DIRT,  IS FREE OF DEBRIS (DIRT, IS FREE OF DEBRIS (DIRT,  FREE OF DEBRIS (DIRT, FREE OF DEBRIS (DIRT,  OF DEBRIS (DIRT, OF DEBRIS (DIRT,  DEBRIS (DIRT, DEBRIS (DIRT,  (DIRT, (DIRT, MUD, STONE, ROOTS, ETC.) VIA A VIDEO TAPED INSPECTION PERFORMED BY THE PLUMBER/CONTRACTOR OR HIS/HER/THEIR AGENT.  PRIOR TO CONNECTION, THE  STONE, ROOTS, ETC.) VIA A VIDEO TAPED INSPECTION PERFORMED BY THE PLUMBER/CONTRACTOR OR HIS/HER/THEIR AGENT.  PRIOR TO CONNECTION, THE STONE, ROOTS, ETC.) VIA A VIDEO TAPED INSPECTION PERFORMED BY THE PLUMBER/CONTRACTOR OR HIS/HER/THEIR AGENT.  PRIOR TO CONNECTION, THE  ROOTS, ETC.) VIA A VIDEO TAPED INSPECTION PERFORMED BY THE PLUMBER/CONTRACTOR OR HIS/HER/THEIR AGENT.  PRIOR TO CONNECTION, THE ROOTS, ETC.) VIA A VIDEO TAPED INSPECTION PERFORMED BY THE PLUMBER/CONTRACTOR OR HIS/HER/THEIR AGENT.  PRIOR TO CONNECTION, THE  ETC.) VIA A VIDEO TAPED INSPECTION PERFORMED BY THE PLUMBER/CONTRACTOR OR HIS/HER/THEIR AGENT.  PRIOR TO CONNECTION, THE ETC.) VIA A VIDEO TAPED INSPECTION PERFORMED BY THE PLUMBER/CONTRACTOR OR HIS/HER/THEIR AGENT.  PRIOR TO CONNECTION, THE  VIA A VIDEO TAPED INSPECTION PERFORMED BY THE PLUMBER/CONTRACTOR OR HIS/HER/THEIR AGENT.  PRIOR TO CONNECTION, THE VIA A VIDEO TAPED INSPECTION PERFORMED BY THE PLUMBER/CONTRACTOR OR HIS/HER/THEIR AGENT.  PRIOR TO CONNECTION, THE  A VIDEO TAPED INSPECTION PERFORMED BY THE PLUMBER/CONTRACTOR OR HIS/HER/THEIR AGENT.  PRIOR TO CONNECTION, THE A VIDEO TAPED INSPECTION PERFORMED BY THE PLUMBER/CONTRACTOR OR HIS/HER/THEIR AGENT.  PRIOR TO CONNECTION, THE  VIDEO TAPED INSPECTION PERFORMED BY THE PLUMBER/CONTRACTOR OR HIS/HER/THEIR AGENT.  PRIOR TO CONNECTION, THE VIDEO TAPED INSPECTION PERFORMED BY THE PLUMBER/CONTRACTOR OR HIS/HER/THEIR AGENT.  PRIOR TO CONNECTION, THE  TAPED INSPECTION PERFORMED BY THE PLUMBER/CONTRACTOR OR HIS/HER/THEIR AGENT.  PRIOR TO CONNECTION, THE TAPED INSPECTION PERFORMED BY THE PLUMBER/CONTRACTOR OR HIS/HER/THEIR AGENT.  PRIOR TO CONNECTION, THE  INSPECTION PERFORMED BY THE PLUMBER/CONTRACTOR OR HIS/HER/THEIR AGENT.  PRIOR TO CONNECTION, THE INSPECTION PERFORMED BY THE PLUMBER/CONTRACTOR OR HIS/HER/THEIR AGENT.  PRIOR TO CONNECTION, THE  PERFORMED BY THE PLUMBER/CONTRACTOR OR HIS/HER/THEIR AGENT.  PRIOR TO CONNECTION, THE PERFORMED BY THE PLUMBER/CONTRACTOR OR HIS/HER/THEIR AGENT.  PRIOR TO CONNECTION, THE  BY THE PLUMBER/CONTRACTOR OR HIS/HER/THEIR AGENT.  PRIOR TO CONNECTION, THE BY THE PLUMBER/CONTRACTOR OR HIS/HER/THEIR AGENT.  PRIOR TO CONNECTION, THE  THE PLUMBER/CONTRACTOR OR HIS/HER/THEIR AGENT.  PRIOR TO CONNECTION, THE THE PLUMBER/CONTRACTOR OR HIS/HER/THEIR AGENT.  PRIOR TO CONNECTION, THE  PLUMBER/CONTRACTOR OR HIS/HER/THEIR AGENT.  PRIOR TO CONNECTION, THE PLUMBER/CONTRACTOR OR HIS/HER/THEIR AGENT.  PRIOR TO CONNECTION, THE  OR HIS/HER/THEIR AGENT.  PRIOR TO CONNECTION, THE OR HIS/HER/THEIR AGENT.  PRIOR TO CONNECTION, THE  HIS/HER/THEIR AGENT.  PRIOR TO CONNECTION, THE HIS/HER/THEIR AGENT.  PRIOR TO CONNECTION, THE  AGENT.  PRIOR TO CONNECTION, THE AGENT.  PRIOR TO CONNECTION, THE   PRIOR TO CONNECTION, THE  PRIOR TO CONNECTION, THE PRIOR TO CONNECTION, THE  TO CONNECTION, THE TO CONNECTION, THE  CONNECTION, THE CONNECTION, THE , THE  THE THE VIDEO TAPED INSPECTION OF THE EXISTING LATERAL MUST BE PRESENTED TO THE DISTRICT FOR REVIEW AND APPROVAL TO UTILIZE AN EXISTING LATERAL.  IT IS THE  TAPED INSPECTION OF THE EXISTING LATERAL MUST BE PRESENTED TO THE DISTRICT FOR REVIEW AND APPROVAL TO UTILIZE AN EXISTING LATERAL.  IT IS THE TAPED INSPECTION OF THE EXISTING LATERAL MUST BE PRESENTED TO THE DISTRICT FOR REVIEW AND APPROVAL TO UTILIZE AN EXISTING LATERAL.  IT IS THE  INSPECTION OF THE EXISTING LATERAL MUST BE PRESENTED TO THE DISTRICT FOR REVIEW AND APPROVAL TO UTILIZE AN EXISTING LATERAL.  IT IS THE INSPECTION OF THE EXISTING LATERAL MUST BE PRESENTED TO THE DISTRICT FOR REVIEW AND APPROVAL TO UTILIZE AN EXISTING LATERAL.  IT IS THE  OF THE EXISTING LATERAL MUST BE PRESENTED TO THE DISTRICT FOR REVIEW AND APPROVAL TO UTILIZE AN EXISTING LATERAL.  IT IS THE OF THE EXISTING LATERAL MUST BE PRESENTED TO THE DISTRICT FOR REVIEW AND APPROVAL TO UTILIZE AN EXISTING LATERAL.  IT IS THE  THE EXISTING LATERAL MUST BE PRESENTED TO THE DISTRICT FOR REVIEW AND APPROVAL TO UTILIZE AN EXISTING LATERAL.  IT IS THE THE EXISTING LATERAL MUST BE PRESENTED TO THE DISTRICT FOR REVIEW AND APPROVAL TO UTILIZE AN EXISTING LATERAL.  IT IS THE  EXISTING LATERAL MUST BE PRESENTED TO THE DISTRICT FOR REVIEW AND APPROVAL TO UTILIZE AN EXISTING LATERAL.  IT IS THE EXISTING LATERAL MUST BE PRESENTED TO THE DISTRICT FOR REVIEW AND APPROVAL TO UTILIZE AN EXISTING LATERAL.  IT IS THE  LATERAL MUST BE PRESENTED TO THE DISTRICT FOR REVIEW AND APPROVAL TO UTILIZE AN EXISTING LATERAL.  IT IS THE LATERAL MUST BE PRESENTED TO THE DISTRICT FOR REVIEW AND APPROVAL TO UTILIZE AN EXISTING LATERAL.  IT IS THE  MUST BE PRESENTED TO THE DISTRICT FOR REVIEW AND APPROVAL TO UTILIZE AN EXISTING LATERAL.  IT IS THE MUST BE PRESENTED TO THE DISTRICT FOR REVIEW AND APPROVAL TO UTILIZE AN EXISTING LATERAL.  IT IS THE  BE PRESENTED TO THE DISTRICT FOR REVIEW AND APPROVAL TO UTILIZE AN EXISTING LATERAL.  IT IS THE BE PRESENTED TO THE DISTRICT FOR REVIEW AND APPROVAL TO UTILIZE AN EXISTING LATERAL.  IT IS THE  PRESENTED TO THE DISTRICT FOR REVIEW AND APPROVAL TO UTILIZE AN EXISTING LATERAL.  IT IS THE PRESENTED TO THE DISTRICT FOR REVIEW AND APPROVAL TO UTILIZE AN EXISTING LATERAL.  IT IS THE  TO THE DISTRICT FOR REVIEW AND APPROVAL TO UTILIZE AN EXISTING LATERAL.  IT IS THE TO THE DISTRICT FOR REVIEW AND APPROVAL TO UTILIZE AN EXISTING LATERAL.  IT IS THE  THE DISTRICT FOR REVIEW AND APPROVAL TO UTILIZE AN EXISTING LATERAL.  IT IS THE THE DISTRICT FOR REVIEW AND APPROVAL TO UTILIZE AN EXISTING LATERAL.  IT IS THE  DISTRICT FOR REVIEW AND APPROVAL TO UTILIZE AN EXISTING LATERAL.  IT IS THE DISTRICT FOR REVIEW AND APPROVAL TO UTILIZE AN EXISTING LATERAL.  IT IS THE  FOR REVIEW AND APPROVAL TO UTILIZE AN EXISTING LATERAL.  IT IS THE FOR REVIEW AND APPROVAL TO UTILIZE AN EXISTING LATERAL.  IT IS THE  REVIEW AND APPROVAL TO UTILIZE AN EXISTING LATERAL.  IT IS THE REVIEW AND APPROVAL TO UTILIZE AN EXISTING LATERAL.  IT IS THE  AND APPROVAL TO UTILIZE AN EXISTING LATERAL.  IT IS THE AND APPROVAL TO UTILIZE AN EXISTING LATERAL.  IT IS THE  APPROVAL TO UTILIZE AN EXISTING LATERAL.  IT IS THE APPROVAL TO UTILIZE AN EXISTING LATERAL.  IT IS THE  TO UTILIZE AN EXISTING LATERAL.  IT IS THE TO UTILIZE AN EXISTING LATERAL.  IT IS THE  UTILIZE AN EXISTING LATERAL.  IT IS THE UTILIZE AN EXISTING LATERAL.  IT IS THE  AN EXISTING LATERAL.  IT IS THE AN EXISTING LATERAL.  IT IS THE  EXISTING LATERAL.  IT IS THE EXISTING LATERAL.  IT IS THE  LATERAL.  IT IS THE LATERAL.  IT IS THE   IT IS THE  IT IS THE IT IS THE  IS THE IS THE  THE THE RESPONSIBILITY OF THE BUILDER OR THEIR AGENT TO CLEAN AND/OR REPLACE THE PIPE/LATERAL AS NEEDED. 8. ANY NEW PORTION OF A SEWER LATERAL INSTALLED WITHIN THE PUBLIC RIGHT-OF-WAY AND SEWER EASEMENT MUST BE SDR-21 PVC. ANY NEW PORTION OF A SEWER LATERAL INSTALLED WITHIN THE PUBLIC RIGHT-OF-WAY AND SEWER EASEMENT MUST BE SDR-21 PVC. 9. ANY EXISTING LATERALS NOT UTILIZED MUST BE ABANDONED TO MONROE COUNTY PURE WATERS (MCPW) STANDARDS AT THE PROPERTY LINE OR, WHERE ANY EXISTING LATERALS NOT UTILIZED MUST BE ABANDONED TO MONROE COUNTY PURE WATERS (MCPW) STANDARDS AT THE PROPERTY LINE OR, WHERE  EXISTING LATERALS NOT UTILIZED MUST BE ABANDONED TO MONROE COUNTY PURE WATERS (MCPW) STANDARDS AT THE PROPERTY LINE OR, WHERE EXISTING LATERALS NOT UTILIZED MUST BE ABANDONED TO MONROE COUNTY PURE WATERS (MCPW) STANDARDS AT THE PROPERTY LINE OR, WHERE  LATERALS NOT UTILIZED MUST BE ABANDONED TO MONROE COUNTY PURE WATERS (MCPW) STANDARDS AT THE PROPERTY LINE OR, WHERE LATERALS NOT UTILIZED MUST BE ABANDONED TO MONROE COUNTY PURE WATERS (MCPW) STANDARDS AT THE PROPERTY LINE OR, WHERE  NOT UTILIZED MUST BE ABANDONED TO MONROE COUNTY PURE WATERS (MCPW) STANDARDS AT THE PROPERTY LINE OR, WHERE NOT UTILIZED MUST BE ABANDONED TO MONROE COUNTY PURE WATERS (MCPW) STANDARDS AT THE PROPERTY LINE OR, WHERE  UTILIZED MUST BE ABANDONED TO MONROE COUNTY PURE WATERS (MCPW) STANDARDS AT THE PROPERTY LINE OR, WHERE UTILIZED MUST BE ABANDONED TO MONROE COUNTY PURE WATERS (MCPW) STANDARDS AT THE PROPERTY LINE OR, WHERE  MUST BE ABANDONED TO MONROE COUNTY PURE WATERS (MCPW) STANDARDS AT THE PROPERTY LINE OR, WHERE MUST BE ABANDONED TO MONROE COUNTY PURE WATERS (MCPW) STANDARDS AT THE PROPERTY LINE OR, WHERE  BE ABANDONED TO MONROE COUNTY PURE WATERS (MCPW) STANDARDS AT THE PROPERTY LINE OR, WHERE BE ABANDONED TO MONROE COUNTY PURE WATERS (MCPW) STANDARDS AT THE PROPERTY LINE OR, WHERE  ABANDONED TO MONROE COUNTY PURE WATERS (MCPW) STANDARDS AT THE PROPERTY LINE OR, WHERE ABANDONED TO MONROE COUNTY PURE WATERS (MCPW) STANDARDS AT THE PROPERTY LINE OR, WHERE  TO MONROE COUNTY PURE WATERS (MCPW) STANDARDS AT THE PROPERTY LINE OR, WHERE TO MONROE COUNTY PURE WATERS (MCPW) STANDARDS AT THE PROPERTY LINE OR, WHERE  MONROE COUNTY PURE WATERS (MCPW) STANDARDS AT THE PROPERTY LINE OR, WHERE MONROE COUNTY PURE WATERS (MCPW) STANDARDS AT THE PROPERTY LINE OR, WHERE  COUNTY PURE WATERS (MCPW) STANDARDS AT THE PROPERTY LINE OR, WHERE COUNTY PURE WATERS (MCPW) STANDARDS AT THE PROPERTY LINE OR, WHERE  PURE WATERS (MCPW) STANDARDS AT THE PROPERTY LINE OR, WHERE PURE WATERS (MCPW) STANDARDS AT THE PROPERTY LINE OR, WHERE  WATERS (MCPW) STANDARDS AT THE PROPERTY LINE OR, WHERE WATERS (MCPW) STANDARDS AT THE PROPERTY LINE OR, WHERE  (MCPW) STANDARDS AT THE PROPERTY LINE OR, WHERE (MCPW) STANDARDS AT THE PROPERTY LINE OR, WHERE  STANDARDS AT THE PROPERTY LINE OR, WHERE STANDARDS AT THE PROPERTY LINE OR, WHERE  AT THE PROPERTY LINE OR, WHERE AT THE PROPERTY LINE OR, WHERE  THE PROPERTY LINE OR, WHERE THE PROPERTY LINE OR, WHERE  PROPERTY LINE OR, WHERE PROPERTY LINE OR, WHERE  LINE OR, WHERE LINE OR, WHERE  OR, WHERE OR, WHERE  WHERE WHERE APPLICABLE, THE SEWER EASEMENT LINE. 10. FLOOR DRAINS IF CONSTRUCTED, SHALL BE CONNECTED TO THE SANITARY/COMBINATION SEWER.  FLOOR DRAINS DO NOT INCLUDE FOUNDATION/FOOTER DRAINS.  FLOOR DRAINS IF CONSTRUCTED, SHALL BE CONNECTED TO THE SANITARY/COMBINATION SEWER.  FLOOR DRAINS DO NOT INCLUDE FOUNDATION/FOOTER DRAINS.   DRAINS IF CONSTRUCTED, SHALL BE CONNECTED TO THE SANITARY/COMBINATION SEWER.  FLOOR DRAINS DO NOT INCLUDE FOUNDATION/FOOTER DRAINS.  DRAINS IF CONSTRUCTED, SHALL BE CONNECTED TO THE SANITARY/COMBINATION SEWER.  FLOOR DRAINS DO NOT INCLUDE FOUNDATION/FOOTER DRAINS.   IF CONSTRUCTED, SHALL BE CONNECTED TO THE SANITARY/COMBINATION SEWER.  FLOOR DRAINS DO NOT INCLUDE FOUNDATION/FOOTER DRAINS.  IF CONSTRUCTED, SHALL BE CONNECTED TO THE SANITARY/COMBINATION SEWER.  FLOOR DRAINS DO NOT INCLUDE FOUNDATION/FOOTER DRAINS.   CONSTRUCTED, SHALL BE CONNECTED TO THE SANITARY/COMBINATION SEWER.  FLOOR DRAINS DO NOT INCLUDE FOUNDATION/FOOTER DRAINS.  CONSTRUCTED, SHALL BE CONNECTED TO THE SANITARY/COMBINATION SEWER.  FLOOR DRAINS DO NOT INCLUDE FOUNDATION/FOOTER DRAINS.   SHALL BE CONNECTED TO THE SANITARY/COMBINATION SEWER.  FLOOR DRAINS DO NOT INCLUDE FOUNDATION/FOOTER DRAINS.  SHALL BE CONNECTED TO THE SANITARY/COMBINATION SEWER.  FLOOR DRAINS DO NOT INCLUDE FOUNDATION/FOOTER DRAINS.   BE CONNECTED TO THE SANITARY/COMBINATION SEWER.  FLOOR DRAINS DO NOT INCLUDE FOUNDATION/FOOTER DRAINS.  BE CONNECTED TO THE SANITARY/COMBINATION SEWER.  FLOOR DRAINS DO NOT INCLUDE FOUNDATION/FOOTER DRAINS.   CONNECTED TO THE SANITARY/COMBINATION SEWER.  FLOOR DRAINS DO NOT INCLUDE FOUNDATION/FOOTER DRAINS.  CONNECTED TO THE SANITARY/COMBINATION SEWER.  FLOOR DRAINS DO NOT INCLUDE FOUNDATION/FOOTER DRAINS.   TO THE SANITARY/COMBINATION SEWER.  FLOOR DRAINS DO NOT INCLUDE FOUNDATION/FOOTER DRAINS.  TO THE SANITARY/COMBINATION SEWER.  FLOOR DRAINS DO NOT INCLUDE FOUNDATION/FOOTER DRAINS.   THE SANITARY/COMBINATION SEWER.  FLOOR DRAINS DO NOT INCLUDE FOUNDATION/FOOTER DRAINS.  THE SANITARY/COMBINATION SEWER.  FLOOR DRAINS DO NOT INCLUDE FOUNDATION/FOOTER DRAINS.   SANITARY/COMBINATION SEWER.  FLOOR DRAINS DO NOT INCLUDE FOUNDATION/FOOTER DRAINS.  SANITARY/COMBINATION SEWER.  FLOOR DRAINS DO NOT INCLUDE FOUNDATION/FOOTER DRAINS.   SEWER.  FLOOR DRAINS DO NOT INCLUDE FOUNDATION/FOOTER DRAINS.  SEWER.  FLOOR DRAINS DO NOT INCLUDE FOUNDATION/FOOTER DRAINS.    FLOOR DRAINS DO NOT INCLUDE FOUNDATION/FOOTER DRAINS.   FLOOR DRAINS DO NOT INCLUDE FOUNDATION/FOOTER DRAINS.  FLOOR DRAINS DO NOT INCLUDE FOUNDATION/FOOTER DRAINS.   DRAINS DO NOT INCLUDE FOUNDATION/FOOTER DRAINS.  DRAINS DO NOT INCLUDE FOUNDATION/FOOTER DRAINS.   DO NOT INCLUDE FOUNDATION/FOOTER DRAINS.  DO NOT INCLUDE FOUNDATION/FOOTER DRAINS.   NOT INCLUDE FOUNDATION/FOOTER DRAINS.  NOT INCLUDE FOUNDATION/FOOTER DRAINS.   INCLUDE FOUNDATION/FOOTER DRAINS.  INCLUDE FOUNDATION/FOOTER DRAINS.   FOUNDATION/FOOTER DRAINS.  FOUNDATION/FOOTER DRAINS.   DRAINS.  DRAINS.  NOTE:  ALL DISCHARGES TO THE SANITARY/COMBINATION SEWER MUST COMPLY WITH THE EFFLUENT LIMITS OF THE LOCAL AND/OR MONROE COUNTY SEWER USE   ALL DISCHARGES TO THE SANITARY/COMBINATION SEWER MUST COMPLY WITH THE EFFLUENT LIMITS OF THE LOCAL AND/OR MONROE COUNTY SEWER USE  ALL DISCHARGES TO THE SANITARY/COMBINATION SEWER MUST COMPLY WITH THE EFFLUENT LIMITS OF THE LOCAL AND/OR MONROE COUNTY SEWER USE ALL DISCHARGES TO THE SANITARY/COMBINATION SEWER MUST COMPLY WITH THE EFFLUENT LIMITS OF THE LOCAL AND/OR MONROE COUNTY SEWER USE  DISCHARGES TO THE SANITARY/COMBINATION SEWER MUST COMPLY WITH THE EFFLUENT LIMITS OF THE LOCAL AND/OR MONROE COUNTY SEWER USE DISCHARGES TO THE SANITARY/COMBINATION SEWER MUST COMPLY WITH THE EFFLUENT LIMITS OF THE LOCAL AND/OR MONROE COUNTY SEWER USE  TO THE SANITARY/COMBINATION SEWER MUST COMPLY WITH THE EFFLUENT LIMITS OF THE LOCAL AND/OR MONROE COUNTY SEWER USE TO THE SANITARY/COMBINATION SEWER MUST COMPLY WITH THE EFFLUENT LIMITS OF THE LOCAL AND/OR MONROE COUNTY SEWER USE  THE SANITARY/COMBINATION SEWER MUST COMPLY WITH THE EFFLUENT LIMITS OF THE LOCAL AND/OR MONROE COUNTY SEWER USE THE SANITARY/COMBINATION SEWER MUST COMPLY WITH THE EFFLUENT LIMITS OF THE LOCAL AND/OR MONROE COUNTY SEWER USE  SANITARY/COMBINATION SEWER MUST COMPLY WITH THE EFFLUENT LIMITS OF THE LOCAL AND/OR MONROE COUNTY SEWER USE SANITARY/COMBINATION SEWER MUST COMPLY WITH THE EFFLUENT LIMITS OF THE LOCAL AND/OR MONROE COUNTY SEWER USE  SEWER MUST COMPLY WITH THE EFFLUENT LIMITS OF THE LOCAL AND/OR MONROE COUNTY SEWER USE SEWER MUST COMPLY WITH THE EFFLUENT LIMITS OF THE LOCAL AND/OR MONROE COUNTY SEWER USE  MUST COMPLY WITH THE EFFLUENT LIMITS OF THE LOCAL AND/OR MONROE COUNTY SEWER USE MUST COMPLY WITH THE EFFLUENT LIMITS OF THE LOCAL AND/OR MONROE COUNTY SEWER USE  COMPLY WITH THE EFFLUENT LIMITS OF THE LOCAL AND/OR MONROE COUNTY SEWER USE COMPLY WITH THE EFFLUENT LIMITS OF THE LOCAL AND/OR MONROE COUNTY SEWER USE  WITH THE EFFLUENT LIMITS OF THE LOCAL AND/OR MONROE COUNTY SEWER USE WITH THE EFFLUENT LIMITS OF THE LOCAL AND/OR MONROE COUNTY SEWER USE  THE EFFLUENT LIMITS OF THE LOCAL AND/OR MONROE COUNTY SEWER USE THE EFFLUENT LIMITS OF THE LOCAL AND/OR MONROE COUNTY SEWER USE  EFFLUENT LIMITS OF THE LOCAL AND/OR MONROE COUNTY SEWER USE EFFLUENT LIMITS OF THE LOCAL AND/OR MONROE COUNTY SEWER USE  LIMITS OF THE LOCAL AND/OR MONROE COUNTY SEWER USE LIMITS OF THE LOCAL AND/OR MONROE COUNTY SEWER USE  OF THE LOCAL AND/OR MONROE COUNTY SEWER USE OF THE LOCAL AND/OR MONROE COUNTY SEWER USE  THE LOCAL AND/OR MONROE COUNTY SEWER USE THE LOCAL AND/OR MONROE COUNTY SEWER USE  LOCAL AND/OR MONROE COUNTY SEWER USE LOCAL AND/OR MONROE COUNTY SEWER USE  AND/OR MONROE COUNTY SEWER USE AND/OR MONROE COUNTY SEWER USE  MONROE COUNTY SEWER USE MONROE COUNTY SEWER USE  COUNTY SEWER USE COUNTY SEWER USE  SEWER USE SEWER USE  USE USE LAW. 11. ANY PORTION OF A SEWER/LATERAL WITH LESS THAN FOUR-FEET (4') OF COVER WILL REQUIRE CONCRETE ENCASEMENT. SEWERS/LATERALS WITH LESS THAN ANY PORTION OF A SEWER/LATERAL WITH LESS THAN FOUR-FEET (4') OF COVER WILL REQUIRE CONCRETE ENCASEMENT. SEWERS/LATERALS WITH LESS THAN  PORTION OF A SEWER/LATERAL WITH LESS THAN FOUR-FEET (4') OF COVER WILL REQUIRE CONCRETE ENCASEMENT. SEWERS/LATERALS WITH LESS THAN PORTION OF A SEWER/LATERAL WITH LESS THAN FOUR-FEET (4') OF COVER WILL REQUIRE CONCRETE ENCASEMENT. SEWERS/LATERALS WITH LESS THAN  OF A SEWER/LATERAL WITH LESS THAN FOUR-FEET (4') OF COVER WILL REQUIRE CONCRETE ENCASEMENT. SEWERS/LATERALS WITH LESS THAN OF A SEWER/LATERAL WITH LESS THAN FOUR-FEET (4') OF COVER WILL REQUIRE CONCRETE ENCASEMENT. SEWERS/LATERALS WITH LESS THAN  A SEWER/LATERAL WITH LESS THAN FOUR-FEET (4') OF COVER WILL REQUIRE CONCRETE ENCASEMENT. SEWERS/LATERALS WITH LESS THAN A SEWER/LATERAL WITH LESS THAN FOUR-FEET (4') OF COVER WILL REQUIRE CONCRETE ENCASEMENT. SEWERS/LATERALS WITH LESS THAN  SEWER/LATERAL WITH LESS THAN FOUR-FEET (4') OF COVER WILL REQUIRE CONCRETE ENCASEMENT. SEWERS/LATERALS WITH LESS THAN SEWER/LATERAL WITH LESS THAN FOUR-FEET (4') OF COVER WILL REQUIRE CONCRETE ENCASEMENT. SEWERS/LATERALS WITH LESS THAN  WITH LESS THAN FOUR-FEET (4') OF COVER WILL REQUIRE CONCRETE ENCASEMENT. SEWERS/LATERALS WITH LESS THAN WITH LESS THAN FOUR-FEET (4') OF COVER WILL REQUIRE CONCRETE ENCASEMENT. SEWERS/LATERALS WITH LESS THAN  LESS THAN FOUR-FEET (4') OF COVER WILL REQUIRE CONCRETE ENCASEMENT. SEWERS/LATERALS WITH LESS THAN LESS THAN FOUR-FEET (4') OF COVER WILL REQUIRE CONCRETE ENCASEMENT. SEWERS/LATERALS WITH LESS THAN  THAN FOUR-FEET (4') OF COVER WILL REQUIRE CONCRETE ENCASEMENT. SEWERS/LATERALS WITH LESS THAN THAN FOUR-FEET (4') OF COVER WILL REQUIRE CONCRETE ENCASEMENT. SEWERS/LATERALS WITH LESS THAN  FOUR-FEET (4') OF COVER WILL REQUIRE CONCRETE ENCASEMENT. SEWERS/LATERALS WITH LESS THAN FOUR-FEET (4') OF COVER WILL REQUIRE CONCRETE ENCASEMENT. SEWERS/LATERALS WITH LESS THAN  (4') OF COVER WILL REQUIRE CONCRETE ENCASEMENT. SEWERS/LATERALS WITH LESS THAN (4') OF COVER WILL REQUIRE CONCRETE ENCASEMENT. SEWERS/LATERALS WITH LESS THAN  OF COVER WILL REQUIRE CONCRETE ENCASEMENT. SEWERS/LATERALS WITH LESS THAN OF COVER WILL REQUIRE CONCRETE ENCASEMENT. SEWERS/LATERALS WITH LESS THAN  COVER WILL REQUIRE CONCRETE ENCASEMENT. SEWERS/LATERALS WITH LESS THAN COVER WILL REQUIRE CONCRETE ENCASEMENT. SEWERS/LATERALS WITH LESS THAN  WILL REQUIRE CONCRETE ENCASEMENT. SEWERS/LATERALS WITH LESS THAN WILL REQUIRE CONCRETE ENCASEMENT. SEWERS/LATERALS WITH LESS THAN  REQUIRE CONCRETE ENCASEMENT. SEWERS/LATERALS WITH LESS THAN REQUIRE CONCRETE ENCASEMENT. SEWERS/LATERALS WITH LESS THAN  CONCRETE ENCASEMENT. SEWERS/LATERALS WITH LESS THAN CONCRETE ENCASEMENT. SEWERS/LATERALS WITH LESS THAN  ENCASEMENT. SEWERS/LATERALS WITH LESS THAN ENCASEMENT. SEWERS/LATERALS WITH LESS THAN  SEWERS/LATERALS WITH LESS THAN SEWERS/LATERALS WITH LESS THAN  WITH LESS THAN WITH LESS THAN  LESS THAN LESS THAN  THAN THAN THREE-FEET (3') OF COVER ARE NOT ALLOWED. 12. THE REQUIREMENTS OF THE HIGHWAY/PROPERTY OWNER SHALL BE ADHERED TO FOR ITEMS ABOVE THE PIPE BEDDING, INCLUDING, BUT NOT LIMITED TO, MAINTENANCE THE REQUIREMENTS OF THE HIGHWAY/PROPERTY OWNER SHALL BE ADHERED TO FOR ITEMS ABOVE THE PIPE BEDDING, INCLUDING, BUT NOT LIMITED TO, MAINTENANCE  REQUIREMENTS OF THE HIGHWAY/PROPERTY OWNER SHALL BE ADHERED TO FOR ITEMS ABOVE THE PIPE BEDDING, INCLUDING, BUT NOT LIMITED TO, MAINTENANCE REQUIREMENTS OF THE HIGHWAY/PROPERTY OWNER SHALL BE ADHERED TO FOR ITEMS ABOVE THE PIPE BEDDING, INCLUDING, BUT NOT LIMITED TO, MAINTENANCE  OF THE HIGHWAY/PROPERTY OWNER SHALL BE ADHERED TO FOR ITEMS ABOVE THE PIPE BEDDING, INCLUDING, BUT NOT LIMITED TO, MAINTENANCE OF THE HIGHWAY/PROPERTY OWNER SHALL BE ADHERED TO FOR ITEMS ABOVE THE PIPE BEDDING, INCLUDING, BUT NOT LIMITED TO, MAINTENANCE  THE HIGHWAY/PROPERTY OWNER SHALL BE ADHERED TO FOR ITEMS ABOVE THE PIPE BEDDING, INCLUDING, BUT NOT LIMITED TO, MAINTENANCE THE HIGHWAY/PROPERTY OWNER SHALL BE ADHERED TO FOR ITEMS ABOVE THE PIPE BEDDING, INCLUDING, BUT NOT LIMITED TO, MAINTENANCE  HIGHWAY/PROPERTY OWNER SHALL BE ADHERED TO FOR ITEMS ABOVE THE PIPE BEDDING, INCLUDING, BUT NOT LIMITED TO, MAINTENANCE HIGHWAY/PROPERTY OWNER SHALL BE ADHERED TO FOR ITEMS ABOVE THE PIPE BEDDING, INCLUDING, BUT NOT LIMITED TO, MAINTENANCE  OWNER SHALL BE ADHERED TO FOR ITEMS ABOVE THE PIPE BEDDING, INCLUDING, BUT NOT LIMITED TO, MAINTENANCE OWNER SHALL BE ADHERED TO FOR ITEMS ABOVE THE PIPE BEDDING, INCLUDING, BUT NOT LIMITED TO, MAINTENANCE  SHALL BE ADHERED TO FOR ITEMS ABOVE THE PIPE BEDDING, INCLUDING, BUT NOT LIMITED TO, MAINTENANCE SHALL BE ADHERED TO FOR ITEMS ABOVE THE PIPE BEDDING, INCLUDING, BUT NOT LIMITED TO, MAINTENANCE  BE ADHERED TO FOR ITEMS ABOVE THE PIPE BEDDING, INCLUDING, BUT NOT LIMITED TO, MAINTENANCE BE ADHERED TO FOR ITEMS ABOVE THE PIPE BEDDING, INCLUDING, BUT NOT LIMITED TO, MAINTENANCE  ADHERED TO FOR ITEMS ABOVE THE PIPE BEDDING, INCLUDING, BUT NOT LIMITED TO, MAINTENANCE ADHERED TO FOR ITEMS ABOVE THE PIPE BEDDING, INCLUDING, BUT NOT LIMITED TO, MAINTENANCE  TO FOR ITEMS ABOVE THE PIPE BEDDING, INCLUDING, BUT NOT LIMITED TO, MAINTENANCE TO FOR ITEMS ABOVE THE PIPE BEDDING, INCLUDING, BUT NOT LIMITED TO, MAINTENANCE  FOR ITEMS ABOVE THE PIPE BEDDING, INCLUDING, BUT NOT LIMITED TO, MAINTENANCE FOR ITEMS ABOVE THE PIPE BEDDING, INCLUDING, BUT NOT LIMITED TO, MAINTENANCE  ITEMS ABOVE THE PIPE BEDDING, INCLUDING, BUT NOT LIMITED TO, MAINTENANCE ITEMS ABOVE THE PIPE BEDDING, INCLUDING, BUT NOT LIMITED TO, MAINTENANCE  ABOVE THE PIPE BEDDING, INCLUDING, BUT NOT LIMITED TO, MAINTENANCE ABOVE THE PIPE BEDDING, INCLUDING, BUT NOT LIMITED TO, MAINTENANCE  THE PIPE BEDDING, INCLUDING, BUT NOT LIMITED TO, MAINTENANCE THE PIPE BEDDING, INCLUDING, BUT NOT LIMITED TO, MAINTENANCE  PIPE BEDDING, INCLUDING, BUT NOT LIMITED TO, MAINTENANCE PIPE BEDDING, INCLUDING, BUT NOT LIMITED TO, MAINTENANCE  BEDDING, INCLUDING, BUT NOT LIMITED TO, MAINTENANCE BEDDING, INCLUDING, BUT NOT LIMITED TO, MAINTENANCE  INCLUDING, BUT NOT LIMITED TO, MAINTENANCE INCLUDING, BUT NOT LIMITED TO, MAINTENANCE  BUT NOT LIMITED TO, MAINTENANCE BUT NOT LIMITED TO, MAINTENANCE  NOT LIMITED TO, MAINTENANCE NOT LIMITED TO, MAINTENANCE  LIMITED TO, MAINTENANCE LIMITED TO, MAINTENANCE  TO, MAINTENANCE TO, MAINTENANCE  MAINTENANCE MAINTENANCE AND PROTECTION OF TRAFFIC, BACKFILL MATERIAL AND SURFACE RESTORATION. 13. ALL EXISTING AND/OR PROPOSED EASEMENTS AND/OR RIGHT-OF-WAYS (ROW) ARE TO BE STAKED OUT IN THE FIELD BY AN ENGINEER/SURVEYOR PRIOR TO THE ALL EXISTING AND/OR PROPOSED EASEMENTS AND/OR RIGHT-OF-WAYS (ROW) ARE TO BE STAKED OUT IN THE FIELD BY AN ENGINEER/SURVEYOR PRIOR TO THE  EXISTING AND/OR PROPOSED EASEMENTS AND/OR RIGHT-OF-WAYS (ROW) ARE TO BE STAKED OUT IN THE FIELD BY AN ENGINEER/SURVEYOR PRIOR TO THE EXISTING AND/OR PROPOSED EASEMENTS AND/OR RIGHT-OF-WAYS (ROW) ARE TO BE STAKED OUT IN THE FIELD BY AN ENGINEER/SURVEYOR PRIOR TO THE  AND/OR PROPOSED EASEMENTS AND/OR RIGHT-OF-WAYS (ROW) ARE TO BE STAKED OUT IN THE FIELD BY AN ENGINEER/SURVEYOR PRIOR TO THE AND/OR PROPOSED EASEMENTS AND/OR RIGHT-OF-WAYS (ROW) ARE TO BE STAKED OUT IN THE FIELD BY AN ENGINEER/SURVEYOR PRIOR TO THE  PROPOSED EASEMENTS AND/OR RIGHT-OF-WAYS (ROW) ARE TO BE STAKED OUT IN THE FIELD BY AN ENGINEER/SURVEYOR PRIOR TO THE PROPOSED EASEMENTS AND/OR RIGHT-OF-WAYS (ROW) ARE TO BE STAKED OUT IN THE FIELD BY AN ENGINEER/SURVEYOR PRIOR TO THE  EASEMENTS AND/OR RIGHT-OF-WAYS (ROW) ARE TO BE STAKED OUT IN THE FIELD BY AN ENGINEER/SURVEYOR PRIOR TO THE EASEMENTS AND/OR RIGHT-OF-WAYS (ROW) ARE TO BE STAKED OUT IN THE FIELD BY AN ENGINEER/SURVEYOR PRIOR TO THE  AND/OR RIGHT-OF-WAYS (ROW) ARE TO BE STAKED OUT IN THE FIELD BY AN ENGINEER/SURVEYOR PRIOR TO THE AND/OR RIGHT-OF-WAYS (ROW) ARE TO BE STAKED OUT IN THE FIELD BY AN ENGINEER/SURVEYOR PRIOR TO THE  RIGHT-OF-WAYS (ROW) ARE TO BE STAKED OUT IN THE FIELD BY AN ENGINEER/SURVEYOR PRIOR TO THE RIGHT-OF-WAYS (ROW) ARE TO BE STAKED OUT IN THE FIELD BY AN ENGINEER/SURVEYOR PRIOR TO THE  (ROW) ARE TO BE STAKED OUT IN THE FIELD BY AN ENGINEER/SURVEYOR PRIOR TO THE (ROW) ARE TO BE STAKED OUT IN THE FIELD BY AN ENGINEER/SURVEYOR PRIOR TO THE  ARE TO BE STAKED OUT IN THE FIELD BY AN ENGINEER/SURVEYOR PRIOR TO THE ARE TO BE STAKED OUT IN THE FIELD BY AN ENGINEER/SURVEYOR PRIOR TO THE  TO BE STAKED OUT IN THE FIELD BY AN ENGINEER/SURVEYOR PRIOR TO THE TO BE STAKED OUT IN THE FIELD BY AN ENGINEER/SURVEYOR PRIOR TO THE  BE STAKED OUT IN THE FIELD BY AN ENGINEER/SURVEYOR PRIOR TO THE BE STAKED OUT IN THE FIELD BY AN ENGINEER/SURVEYOR PRIOR TO THE  STAKED OUT IN THE FIELD BY AN ENGINEER/SURVEYOR PRIOR TO THE STAKED OUT IN THE FIELD BY AN ENGINEER/SURVEYOR PRIOR TO THE  OUT IN THE FIELD BY AN ENGINEER/SURVEYOR PRIOR TO THE OUT IN THE FIELD BY AN ENGINEER/SURVEYOR PRIOR TO THE  IN THE FIELD BY AN ENGINEER/SURVEYOR PRIOR TO THE IN THE FIELD BY AN ENGINEER/SURVEYOR PRIOR TO THE  THE FIELD BY AN ENGINEER/SURVEYOR PRIOR TO THE THE FIELD BY AN ENGINEER/SURVEYOR PRIOR TO THE  FIELD BY AN ENGINEER/SURVEYOR PRIOR TO THE FIELD BY AN ENGINEER/SURVEYOR PRIOR TO THE  BY AN ENGINEER/SURVEYOR PRIOR TO THE BY AN ENGINEER/SURVEYOR PRIOR TO THE  AN ENGINEER/SURVEYOR PRIOR TO THE AN ENGINEER/SURVEYOR PRIOR TO THE  ENGINEER/SURVEYOR PRIOR TO THE ENGINEER/SURVEYOR PRIOR TO THE  PRIOR TO THE PRIOR TO THE  TO THE TO THE  THE THE START OF ANY SITE CONSTRUCTION/EXCAVATION AND MAINTAINED DURING COURSE OF THE PROJECT TO ENSURE THE PURE WATERS LOT LINE CLEAN OUTS ON THE  OF ANY SITE CONSTRUCTION/EXCAVATION AND MAINTAINED DURING COURSE OF THE PROJECT TO ENSURE THE PURE WATERS LOT LINE CLEAN OUTS ON THE OF ANY SITE CONSTRUCTION/EXCAVATION AND MAINTAINED DURING COURSE OF THE PROJECT TO ENSURE THE PURE WATERS LOT LINE CLEAN OUTS ON THE  ANY SITE CONSTRUCTION/EXCAVATION AND MAINTAINED DURING COURSE OF THE PROJECT TO ENSURE THE PURE WATERS LOT LINE CLEAN OUTS ON THE ANY SITE CONSTRUCTION/EXCAVATION AND MAINTAINED DURING COURSE OF THE PROJECT TO ENSURE THE PURE WATERS LOT LINE CLEAN OUTS ON THE  SITE CONSTRUCTION/EXCAVATION AND MAINTAINED DURING COURSE OF THE PROJECT TO ENSURE THE PURE WATERS LOT LINE CLEAN OUTS ON THE SITE CONSTRUCTION/EXCAVATION AND MAINTAINED DURING COURSE OF THE PROJECT TO ENSURE THE PURE WATERS LOT LINE CLEAN OUTS ON THE  CONSTRUCTION/EXCAVATION AND MAINTAINED DURING COURSE OF THE PROJECT TO ENSURE THE PURE WATERS LOT LINE CLEAN OUTS ON THE CONSTRUCTION/EXCAVATION AND MAINTAINED DURING COURSE OF THE PROJECT TO ENSURE THE PURE WATERS LOT LINE CLEAN OUTS ON THE  AND MAINTAINED DURING COURSE OF THE PROJECT TO ENSURE THE PURE WATERS LOT LINE CLEAN OUTS ON THE AND MAINTAINED DURING COURSE OF THE PROJECT TO ENSURE THE PURE WATERS LOT LINE CLEAN OUTS ON THE  MAINTAINED DURING COURSE OF THE PROJECT TO ENSURE THE PURE WATERS LOT LINE CLEAN OUTS ON THE MAINTAINED DURING COURSE OF THE PROJECT TO ENSURE THE PURE WATERS LOT LINE CLEAN OUTS ON THE  DURING COURSE OF THE PROJECT TO ENSURE THE PURE WATERS LOT LINE CLEAN OUTS ON THE DURING COURSE OF THE PROJECT TO ENSURE THE PURE WATERS LOT LINE CLEAN OUTS ON THE  COURSE OF THE PROJECT TO ENSURE THE PURE WATERS LOT LINE CLEAN OUTS ON THE COURSE OF THE PROJECT TO ENSURE THE PURE WATERS LOT LINE CLEAN OUTS ON THE  OF THE PROJECT TO ENSURE THE PURE WATERS LOT LINE CLEAN OUTS ON THE OF THE PROJECT TO ENSURE THE PURE WATERS LOT LINE CLEAN OUTS ON THE  THE PROJECT TO ENSURE THE PURE WATERS LOT LINE CLEAN OUTS ON THE THE PROJECT TO ENSURE THE PURE WATERS LOT LINE CLEAN OUTS ON THE  PROJECT TO ENSURE THE PURE WATERS LOT LINE CLEAN OUTS ON THE PROJECT TO ENSURE THE PURE WATERS LOT LINE CLEAN OUTS ON THE  TO ENSURE THE PURE WATERS LOT LINE CLEAN OUTS ON THE TO ENSURE THE PURE WATERS LOT LINE CLEAN OUTS ON THE  ENSURE THE PURE WATERS LOT LINE CLEAN OUTS ON THE ENSURE THE PURE WATERS LOT LINE CLEAN OUTS ON THE  THE PURE WATERS LOT LINE CLEAN OUTS ON THE THE PURE WATERS LOT LINE CLEAN OUTS ON THE  PURE WATERS LOT LINE CLEAN OUTS ON THE PURE WATERS LOT LINE CLEAN OUTS ON THE  WATERS LOT LINE CLEAN OUTS ON THE WATERS LOT LINE CLEAN OUTS ON THE  LOT LINE CLEAN OUTS ON THE LOT LINE CLEAN OUTS ON THE  LINE CLEAN OUTS ON THE LINE CLEAN OUTS ON THE  CLEAN OUTS ON THE CLEAN OUTS ON THE  OUTS ON THE OUTS ON THE  ON THE ON THE  THE THE BUILDING LATERALS ARE PROPERLY PLACED AND THAT NO PERMANENT AND/OR NONPERMANENT STRUCTURES ARE INSTALLED WITHIN EASEMENTS AND/OR ROW.  IT  LATERALS ARE PROPERLY PLACED AND THAT NO PERMANENT AND/OR NONPERMANENT STRUCTURES ARE INSTALLED WITHIN EASEMENTS AND/OR ROW.  IT LATERALS ARE PROPERLY PLACED AND THAT NO PERMANENT AND/OR NONPERMANENT STRUCTURES ARE INSTALLED WITHIN EASEMENTS AND/OR ROW.  IT  ARE PROPERLY PLACED AND THAT NO PERMANENT AND/OR NONPERMANENT STRUCTURES ARE INSTALLED WITHIN EASEMENTS AND/OR ROW.  IT ARE PROPERLY PLACED AND THAT NO PERMANENT AND/OR NONPERMANENT STRUCTURES ARE INSTALLED WITHIN EASEMENTS AND/OR ROW.  IT  PROPERLY PLACED AND THAT NO PERMANENT AND/OR NONPERMANENT STRUCTURES ARE INSTALLED WITHIN EASEMENTS AND/OR ROW.  IT PROPERLY PLACED AND THAT NO PERMANENT AND/OR NONPERMANENT STRUCTURES ARE INSTALLED WITHIN EASEMENTS AND/OR ROW.  IT  PLACED AND THAT NO PERMANENT AND/OR NONPERMANENT STRUCTURES ARE INSTALLED WITHIN EASEMENTS AND/OR ROW.  IT PLACED AND THAT NO PERMANENT AND/OR NONPERMANENT STRUCTURES ARE INSTALLED WITHIN EASEMENTS AND/OR ROW.  IT  AND THAT NO PERMANENT AND/OR NONPERMANENT STRUCTURES ARE INSTALLED WITHIN EASEMENTS AND/OR ROW.  IT AND THAT NO PERMANENT AND/OR NONPERMANENT STRUCTURES ARE INSTALLED WITHIN EASEMENTS AND/OR ROW.  IT  THAT NO PERMANENT AND/OR NONPERMANENT STRUCTURES ARE INSTALLED WITHIN EASEMENTS AND/OR ROW.  IT THAT NO PERMANENT AND/OR NONPERMANENT STRUCTURES ARE INSTALLED WITHIN EASEMENTS AND/OR ROW.  IT  NO PERMANENT AND/OR NONPERMANENT STRUCTURES ARE INSTALLED WITHIN EASEMENTS AND/OR ROW.  IT NO PERMANENT AND/OR NONPERMANENT STRUCTURES ARE INSTALLED WITHIN EASEMENTS AND/OR ROW.  IT  PERMANENT AND/OR NONPERMANENT STRUCTURES ARE INSTALLED WITHIN EASEMENTS AND/OR ROW.  IT PERMANENT AND/OR NONPERMANENT STRUCTURES ARE INSTALLED WITHIN EASEMENTS AND/OR ROW.  IT  AND/OR NONPERMANENT STRUCTURES ARE INSTALLED WITHIN EASEMENTS AND/OR ROW.  IT AND/OR NONPERMANENT STRUCTURES ARE INSTALLED WITHIN EASEMENTS AND/OR ROW.  IT  NONPERMANENT STRUCTURES ARE INSTALLED WITHIN EASEMENTS AND/OR ROW.  IT NONPERMANENT STRUCTURES ARE INSTALLED WITHIN EASEMENTS AND/OR ROW.  IT  STRUCTURES ARE INSTALLED WITHIN EASEMENTS AND/OR ROW.  IT STRUCTURES ARE INSTALLED WITHIN EASEMENTS AND/OR ROW.  IT  ARE INSTALLED WITHIN EASEMENTS AND/OR ROW.  IT ARE INSTALLED WITHIN EASEMENTS AND/OR ROW.  IT  INSTALLED WITHIN EASEMENTS AND/OR ROW.  IT INSTALLED WITHIN EASEMENTS AND/OR ROW.  IT  WITHIN EASEMENTS AND/OR ROW.  IT WITHIN EASEMENTS AND/OR ROW.  IT  EASEMENTS AND/OR ROW.  IT EASEMENTS AND/OR ROW.  IT  AND/OR ROW.  IT AND/OR ROW.  IT  ROW.  IT ROW.  IT   IT  IT IT IS THE OWNER'S OR THEIR AGENT'S RESPONSIBILITY TO STAKE OUT ALL EASEMENTS.  THIS WILL NOT BE THE RESPONSIBILITY OF THE RPWD.NOT BE THE RESPONSIBILITY OF THE RPWD. BE THE RESPONSIBILITY OF THE RPWD.
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MCDPH STANDARD WATER MAIN EXTENSION NOTES [SERVICES 4 INCH AND LARGER] 1. THE WATER MAIN AND TEMPORARY BYPASS PIPE SHALL BE DISINFECTED EQUAL TO AWWA STANDARD FOR DISINFECTING THE WATER MAIN AND TEMPORARY BYPASS PIPE SHALL BE DISINFECTED EQUAL TO AWWA STANDARD FOR DISINFECTING WATER MAINS, DESIGNATION C651, BY USING THE CONTINUOUS FEED METHOD. FOLLOWING DISINFECTION, THE WATER MAIN AND BYPASS PIPE SHALL BE FLUSHED UNTIL THE CHLORINE CONCENTRATION IN THE WATER LEAVING THE MAIN IS NO HIGHER THAN THAT GENERALLY PREVAILING IN THE SYSTEM. THE INTERIOR OF ALL WATER MAIN PIPE, VALVES, FITTINGS AND SERVICES FOUR (4) INCHES AND LARGER, INCLUDING NEW HYDRANT BRANCHES CONNECTED TO EXISTING WATER MAINS, NOT RECEIVING 24-HOUR CHLORINE DISINFECTION CONTACT TIME MUST BE SPRAY OR SWAB DISINFECTED WITH A MINIMUM 1% - 5% SOLUTION OF CHLORINE NO MORE THAN 30-MINUTES PRIOR TO INSTALLATION. ADDITIONALLY, THE EXTERIOR SURFACES OF EXISTING PIPE AND FITTINGS THAT NEW PIPE AND FITTINGS WILL BE CONNECTED TO MUST BE THOROUGHLY CLEANED AND DISINFECTED. THE MAXIMUM DISTANCE BETWEEN DISINFECTION/SAMPLING TAPS ON NEW WATER MAIN AND BYPASS PIPE SHALL BE 1,000 FEET. THE SAMPLING POINT(S) MUST BE DECONTAMINATED BY FLAMING. FIRE HYDRANTS ARE NOT ACCEPTABLE SAMPLING POINTS. THE MONROE COUNTY DEPARTMENT OF PUBLIC HEALTH MUST RECEIVE AT LEAST 48-HOUR ADVANCE NOTIFICATION REQUESTING SAMPLING SERVICES. THE CONTRACTOR SHALL CALL 585-753-5057 TO ARRANGE FOR SAMPLING SERVICES AND IS RESPONSIBLE FOR PAYING ALL MCDPH SAMPLING FEES. SAMPLING WILL NOT BE PERFORMED PRIOR TO RECEIPT FROM A NEW YORK STATE LICENSED OR REGISTERED DESIGN PROFESSIONAL (ENGINEER, ARCHITECT OR LAND SURVEYOR WITH A SPECIAL EXEMPTION UNDER SECTION 7208(N) OF THE EDUCATION LAW) CERTIFYING THAT THE WATER SUPPLY IMPROVEMENTS, TESTING AND DISINFECTION PROCEDURES WERE COMPLETED IN ACCORDANCE WITH THE APPROVED PLANS, REPORTS, SPECIFICATIONS AND ANY APPROVED AMENDMENTS. THE DEPARTMENT WILL COLLECT SAMPLES FOR FREE CHLORINE RESIDUAL, TOTAL COLIFORM, ESCHERICHIA COLI (E. COLI) AND TURBIDITY. THE WATER MAIN AND BYPASS PIPE SHALL NOT BE PLACED INTO SERVICE UNTIL SO AUTHORIZED BY THE MONROE COUNTY DEPARTMENT OF PUBLIC HEALTH. 2. UNLESS OTHERWISE NOTED OR SHOWN ON THE APPROVED PLANS, THE MINIMUM VERTICAL SEPARATION BETWEEN WATER UNLESS OTHERWISE NOTED OR SHOWN ON THE APPROVED PLANS, THE MINIMUM VERTICAL SEPARATION BETWEEN WATER MAINS AND SEWER PIPE LINES SHALL BE 18-INCHES MEASURED FROM THE OUTSIDE OF THE PIPES AT THE POINT OF CROSSING. ONE FULL STANDARD LAYING LENGTH OF WATER MAIN SHALL BE CENTERED UNDER OR OVER THE SEWER SO THAT BOTH JOINTS WILL BE AS FAR FROM THE SEWER AS POSSIBLE. IN ADDITION, WHEN THE WATER MAIN PASSES UNDER A SEWER, ADEQUATE STRUCTURAL SUPPORT (COMPACTED SELECTED FILL) SHALL BE PROVIDED FOR THE SEWER TO PREVENT EXCESSIVE DEFLECTION OF JOINTS AND SETTLING OF THE SEWER ON THE WATER MAIN. UNLESS OTHERWISE NOTED OR SHOWN ON THE APPROVED PLANS, THE MINIMUM HORIZONTAL SEPARATION BETWEEN PARALLEL WATER MAINS AND SEWER PIPES (INCLUDING MANHOLES AND VAULTS) SHALL BE 10-FEET MEASURED FROM THE OUTSIDE OF THE PIPES, MANHOLES OR VAULTS. 3. WHEN INSTALLING FIRE HYDRANTS, SHOULD GROUND WATER BE ENCOUNTERED WITHIN SEVEN (7) FEET OF FINISHED GRADE, WHEN INSTALLING FIRE HYDRANTS, SHOULD GROUND WATER BE ENCOUNTERED WITHIN SEVEN (7) FEET OF FINISHED GRADE, FIRE HYDRANT WEEP HOLES (DRAINS) SHALL BE PLUGGED. 4. THE NEW WATER MAINS AND SERVICES 4-INCH AND GREATER SHALL BE PRESSURE/LEAKAGE TESTED IN ACCORDANCE WITH THE NEW WATER MAINS AND SERVICES 4-INCH AND GREATER SHALL BE PRESSURE/LEAKAGE TESTED IN ACCORDANCE WITH THE MINIMUM REQUIREMENTS OF THE AWWA STANDARD C600 (LATEST REVISION) OR IN ACCORDANCE WITH MORE STRINGENT REQUIREMENTS IMPOSED BY THE SUPPLIER OF WATER. FOR CITY OF ROCHESTER WATER MAINS, PRESSURE/LEAKAGE TESTING SHALL BE PERFORMED IN ACCORDANCE WITH SUBSECTION 3.05 OF CITY OF ROCHESTER WATER BUREAU SPECIFICATION S900 - GENERAL WATER PROVISIONS.
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ROCHESTER WATER BUREAU SERVICE NOTES 1. WATER MAINS AND APPURTENANCES TO BE CONSTRUCTED IN ACCORDANCE WITH THE WATER MAINS AND APPURTENANCES TO BE CONSTRUCTED IN ACCORDANCE WITH THE REGULATIONS AND SPECIFICATIONS OF THE ROCHESTER WATER BUREAU. ALL PIPE PRODUCTS, FITTINGS AND ACCESSORIES SHALL CONFORM TO THE LATEST ROCHESTER WATER BUREAU (RWB) APPROVED PRODUCTS LIST WHICH CAN BE FOUND ON THE CITY WEB SITE: HTTP://WWW.CITYOFROCHESTER.GOV/WATERDOCUMENTS/. HTTP://WWW.CITYOFROCHESTER.GOV/WATERDOCUMENTS/. . 2. ALL NEW WATER MAINS AND SERVICES SHALL BE INSTALLED WITH A MINIMUM COVER ALL NEW WATER MAINS AND SERVICES SHALL BE INSTALLED WITH A MINIMUM COVER DEPTH FROM PROPOSED FINISHED GRADE OF 4.5 FEET FOR DOMESTIC MAINS AND 5.0 FEET FOR HOLLY MAINS. 3. THE ROCHESTER WATER BUREAU REQUIRES THAT A HYDRANT USE PERMIT BE OBTAINED THE ROCHESTER WATER BUREAU REQUIRES THAT A HYDRANT USE PERMIT BE OBTAINED BY THE CONTRACTOR PRIOR TO USING ANY HYDRANT AS A SOURCE OF WATER SUPPLY. THE PERMIT REQUIRES THE USE OF A WATER METER AND A BACKFLOW PREVENTER. THE WATER BUREAU WILL SUPPLY A WATER METER AND BACKFLOW PREVENTER WITH THE PERMIT. THE PERMIT FEE INCLUDES A REFUNDABLE DEPOSIT FOR THE USE OF THE WATER METER AND BACKFLOW PREVENTER. 4. THE CONTRACTOR SHALL EXERCISE CAUTION WHEN WORKING NEAR WATER MAINS WHICH THE CONTRACTOR SHALL EXERCISE CAUTION WHEN WORKING NEAR WATER MAINS WHICH ARE TO BE RETAINED. NO VIBRATORY EQUIPMENT IS TO BE USED OVER OR ADJACENT TO EXISTING WATER MAINS. 5. APPROPRIATE MEASURES SHALL BE TAKEN TO PREVENT DIRT, DEBRIS, SURFACE AND APPROPRIATE MEASURES SHALL BE TAKEN TO PREVENT DIRT, DEBRIS, SURFACE AND GROUND WATER FROM CONTAMINATING THE WATER MAIN AND WATER SERVICE. THE WATER LEVEL IN THE EXCAVATION AT OPEN PIPE ENDS SHALL NEVER BE LESS THAN 12 INCHES BELOW THE INVERT OF THE WATER MAIN. WHENEVER AN OPEN PIPE END IS LEFT UNATTENDED, IT SHALL BE COVERED IN A WATER TIGHT MANNER. 6. ALL SERVICE TAPS ON PVC/PVCO WATER MAIN REQUIRE SERVICE SADDLES. ALL SERVICE TAPS ON PVC/PVCO WATER MAIN REQUIRE SERVICE SADDLES. 7. TRACER WIRE IS REQUIRED ON ALL BURIED NON-METALLIC WATER SERVICES. TRACER WIRE IS REQUIRED ON ALL BURIED NON-METALLIC WATER SERVICES. 8. A PRE-CONSTRUCTION MEETING IS REQUIRED WITH THE ROCHESTER WATER BUREAU AFTER A PRE-CONSTRUCTION MEETING IS REQUIRED WITH THE ROCHESTER WATER BUREAU AFTER THE ISSUING OF A PERMIT, BUT BEFORE CONSTRUCTION OF THE WATER MAIN OR SERVICE BEGIN. CONTACT THE ROCHESTER WATER BUREAU AT WATERENGINEERING@CITYOFROCHESTER.GOV TO SCHEDULE THE MEETING..TO SCHEDULE THE MEETING..
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EXISTING SURFACE
AT TIME OF WATER
PIPE INSTALLATION

SELECT GRANULAR
BACKFILL (WATER)

LIMIT OF
TRENCH EXCAVATION

AND
PAVEMENT RESTORATION

ADDITIONAL
EXCAVATION
AND BACKFILL
IN EARTH AREA
ABOVE ROCK

NEW PAVEMENT
SECTION

FINAL FULL DEPTH
SAW CUT EACH SIDE

INITIAL FULL DEPTH
SAW CUT EACH SIDE

SAND BEDDING
AND BACKFILL

TRACER WIRE FOR
PLASTIC WATER MAIN
AND WATER SERVICE
PIPE

WARNING TAPE FOR ALL OPEN
CUT INSTALLATIONS OF WATER
MAIN AND WATER SERVICE PIP

BOTTOM LIMIT OF
TRENCH EXCAVATION

NEW WATER MAIN OR
WATER SERVICE PIPE

TEMPORARY
PAVEMENT SECTION -
SEE DETAIL R412-1

1. LIMITS SHOWN ARE MAXIMUM ALLOWED AND MINIMUM
   REQUIRED FOR EXCAVATION AND BACKFILL.

2. UPPER LIMIT FOR TRENCH EXCAVATION IS TOP OF EXISTING 
SURFACE AT TIME OF TRENCH EXCAVATION.

3. UPPER LIMIT FOR ROCK EXCAVATION IS TOP SURFACE OF ROCK.

4. UPPER LIMIT FOR SELECT GRANULAR BACKFILL (WATER) IS 
BOTTOM OF TEMPORARY PAVEMENT, IF USED, OTHERWISE TOP
OF SURFACE.

5. TEMPORARY OR PERMANENT BLOCKS OR ANY OTHER TYPE OF
PIPE SUPPORT IS NOT TO BE USED DURING PIPE INSTALLATION.

6. MINIMUM DEPTH OF COVER FOR WATER PIPE FROM TOP OF 
PROPOSED GRADE IS 4.50 FEET FOR DOMESTIC WATER PIPE, 
AND  5 FEET FOR HOLLY WATER PIPE, UNLESS OTHERWISE 
NOTED ON PLANS OR AS DIRECTED BY PROJECT MANAGER.

OD* = OUTSIDE DIAMETER 
OF PIPE IN INCHES

POLYETHYLENE WRAP FOR NEW
DUCTILE IRON WATER MAIN AND
WATER SERVICE PIPE

UNDISTURBED
EARTH

COMPACTED SELECT
GRANULAR BACKFILL
(SEWER)

45° BEND
WITH
#6 REBARS

SEE NOTES
3 AND 4

VERTICAL THRUST BLOCK
AND MECHANICAL PIPE/JOINT
RESTRAINT - SEE NOTE 2

VERTICAL THRUST BLOCK
AND MECHANICAL PIPE/JOINT
RESTRAINT - SEE NOTE 2

SECTION OF
WATER MAIN PIPE
TO BE RELOCATED

1/2
STANDARD LENGTH OF

WATER MAIN PIPE -
SEE NOTE 1

RELOCATED
WATER MAIN
PIPE

1. ONE STANDARD FULL LENGTH OF WATER MAIN PIPE IS TO BE 
CENTERED ON SEWER PIPE SO THAT BOTH JOINTS OF WATER 
MAIN PIPE WILL BE AS FAR FROM SEWER PIPE AS 
POSSIBLE.

2. THRUST BLOCKS AND PIPE/JOINT RESTRAINTS ARE TO BE 
PROVIDED AT ALL BENDS, SEE DETAILS S900-5, S900-7, S900-8
AND S900-10.

3. WHERE WATER MAIN PIPE PASSES UNDER SEWER PIPE THERE IS
TO BE MINIMUM 18 INCHES OF VERTICAL SEPARATION BETWEEN
WATER MAIN PIPE AND SEWER PIPE.

4. WHERE VERTICAL SEPARATION IS LESS THAN 18 INCHES, WATER
MAIN PIPE JOINTS LOCATED WITHIN 18 FEET OF BOTH SIDES OF
SEWER PIPE MUST BE ENCASED WITHIN CONTROLLED DENSITY
FILL MATERIAL, OR SEWER PIPE CONSTRUCTED WITH WATER
MAIN STANDARD PIPE AND TESTED TO 150 PSI.

5. WHERE WATER MAIN PIPE PASSES UNDER SEWER PIPE THERE IS
TO BE MINIMUM OF 6 INCHES OF CLASS K CONCRETE OR 
CRUSHED STONE BEDDING MATERIAL FOR SEWER PIPE.

SEE NOTE 5

TOP SECTION
MINIMUM VOLUME

CONCRETE

CLASS K CONCRETE
THRUST BLOCK

CLASS K CONCRETE
THRUST BLOCK

UNDISTURBED
EARTH
(TYPICAL)

UNDISTURBED
EARTH
(TYPICAL)

WATER
MAIN

WATER
MAIN

1. SPECIAL DESIGN IS REQUIRED FOR FITTINGS ON
   DOMESTIC WATER MAIN PIPE LARGER THAN 12 INCHES.

2. MECHANICAL RESTRAINT IS REQUIRED IN ADDITION TO
   THRUST BLOCK, SEE DETAIL S900-7.
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1. THE CONTRACTOR IS RESPONSIBLE FOR ENSURING THAT ALL EXCAVATIONS
ARE ADEQUATELY PROTECTED IN ACCORDANCE WITH OCCUPATIONAL SAFETY
AND HEALTH ADMINISTRATION (OSHA) REGULATIONS.

2. SHORING MUST BE FURNISHED BY THE CONTRACTOR IN ACCORDANCE
WITH OSHA REGULATIONS, AND ADEQUATE CLEARANCES PROVIDED, WHEREVER
WATER BUREAU PERSONNEL MUST ENTER AN EXCAVATION. EXCEPTIONS
TO THIS POLICY CAN ONLY BE MADE BY THE DIRECTOR OF WATER OR HIS
REPRESENTATIVE.

3. THE CONTRACTOR SHALL MAKE AND SHORE THE EXCAVATION, CLEAN THE
AREA OF THE WATER MAIN FOR THE TAP, ATTACH THE TAPPING SLEEVE AND
VALVE TO THE MAIN FOR SERVICES 4-INCH DIAMETER AND LARGER OR
ATTACH THE TAPPING SADDLE (WHERE REQUIRED) TO THE MAIN FOR SERVICES
2-INCH DIAMETER AND SMALLER AND INSURE THAT THE WORK AREA IS
READY FOR INSPECTION BY BUREAU PERSONNEL PRIOR TO MAKING THE TAP.

EXISTING WATER MAIN

B

SHORING

C

MINIMUM CLEARANCE DIMENSIONS
EXCAVATION FOR A B C

SMALL SERVICE TAP           (2-INCH
AND SMALLER) 0'-6" 5'-0" 4'-0"

LARGE SERVICE TAP (4-INCH AND
LARGER) 1'-0" 7'-0" 4'-0"

EXISTING WATER MAIN

SHORINGEXCAVATION BOTTOM

EXCAVATION WALL

SURFACE GRADE

A

EXISTING
WATER
MAIN

GUARD VALVE

CURB

NEW WATER
SERVICE PIPE (SEE
DETAIL S900-2)

CURB VALVE
(SEE NOTE 1)

TAPPING
SLEEVE
OR
NEW
TEE "A"

VALVE
BOX (TYP.)

GUARD VALVE (OPEN RIGHT)
USE RESILIENT SEAT TAPPING
VALVE WITH TAPPING SLEEVE
OR RESILIENT SEAT GATE VALVE
WITH TEE

CURB VALVE (OPEN
RIGHT) USE RESILIENT
SEAT GATE VALVE

PAVEMENT
SURFACE

CURB

4.5 FEET MIN. DOMESTIC
5.0 FEET MIN. HOLLY

THRUST
BLOCK

TRACER WIRE FOR
PLASTIC WATER SERVICE
(SEE DETAIL S901-9)

EXISTING TRACER WIRE
FOR PLASTIC WATER
MAIN

TRACER
WIRE

BUILDING
WALL

PIPE SLEEVE
AND SEAL

2'- 3'

2'- 3'

SEE DETAIL S900-12
WATER SERVICE TAP
EXCAVATION

SEE NOTE 2 AND
DETAIL S920-2
WATER METER
VAULT, IF
REQUIRED BY
WATER BUREAU

SEE NOTE 2 AND
DETAIL  S920-2
WATER METER
VAULT, IF
REQUIRED BY
WATER BUREAU

REFER TO
WATER METER
INSTALLATION
DETAILS S970-5
THROUGH
S970-8 AND
BACKFLOW
PREVENTER
DETAILS S971-2
AND S971-3

MAGNESIUM ANODE
(SEE NOTE 8 AND
DETAIL S966-1)

BUILDING
INTERIOR

MINIMUM
PRACTICAL
DISTANCE

RI
GH

T-
O

F-
W

AY
 L

IN
E

FOR NEW WATER SERVICE NOTES, SEE DETAIL S970-5

TAP SPLICE CONNECTION IS TO BE USED FOR CONNECTING WATER
SERVICE TRACER WIRE TO WATER MAIN TRACER WIRE WITH
CONNECTION BEING MADE IN ACCORDANCE WITH MANUFACTURER'S
INSTRUCTIONS.

WATER MAIN TRACER WIRE -
STRIP INSULATION TO WIDTH OF LUG
ONLY - DO NOT CUT TRACER WIRE

WATER SERVICE
TRACER WIRE

WATER MAIN
TRACER WIR

WATER MAIN TRACER WIRE -
STRIP INSULATION TO WIDTH OF
LUG ONLY - DO NOT CUT TRACER
WIRE

PLASTIC HOUSING
WITH METALLIC LUG
AND SEALANT

WRAP SPLIT BOLT CONNECTOR AND
EXPOSED TRACER WIRES WITH 3
SUCCESSIVE LAYERS EACH OF RUBBER
SPLICING AND VINYL TAPES

BRONZE ALLOY SPLIT BOLT
CONNECTOR PROPERLY SIZED
FOR WATER MAIN TRACER WIRE
AND #12 SOLID TAP

WATER SERVICE TRACER
WIRE - STRIP INSULATION
TO WIDTH OF LUG ONLY

WATER SERVICE TRACER WIRE -
STRIP INSULATION TO WIDTH OF
LUG ONLY

PLAN

6. BYPASS METER COUPLINGS ARE FURNISHED BY THE WATER BUREAU
AND INSTALLED BY THE PLUMBER. COUPLINGS ARE AVAILABLE FOR
PICK UP AT THE WATER BUREAU OPERATIONS CENTER, 10 FELIX 
STREET, TELEPHONE 428-7618.

7. THE WATER BUREAU WILL FURNISH, INSTALL AND SEAL THE 
BYPASS METER, SEAL THE  BY-PASS BALL VALVES AND INSTALL A 
REMOTE TOUCH PAD OR RADIO READING DEVICE.

8. PIPE AND APPURTENANCES ARE TO BE ADEQUATELY RESTRAINED,
BRACED AND SUPPORTED. ALL WORK AND MATERIALS SHALL BE IN
CONFORMANCE WITH APPLICABLE FEDERAL, STATE AND LOCAL 
PLUMBING CODES.

PIPE SLEEVE
AND SEAL

BUILDING
WALL

BUILDING
INTERIOR

SERVICE PIPE
RESTRAINED
FROM WATER
MAIN (SEE
DETAIL S970-4)

TO BACKFLOW PREVENTER, IF
REQUIRED. (SEE DETAIL S971-1)

DOMESTIC
METER

STRAINER
(1 12" AND 2"
METERS ONLY)

BY-PASS
PIPE, ONLY
WHEN
APPROVED
BY BUREAU
ON 11

2"
AND 2"
METERS

BYPASS METER

DOUBLE CHECK VALVE

DOUBLE CHECK DETECTOR
ASSEMBLY (DCDA) OR
REDUCED PRESSURE
DETECTOR ASSEMBLY (RPDA)

RISING STEM RESILIENT SEAT
GATE VALVE - OPEN LEFT
(TYPICAL)

SEE DETAIL S970-2 FOR METER SIZES 1"
AND SMALLER OR DETAIL S970-3 FOR
METER SIZES 11

2" AND 2 "

SEE NOTES 1 AND 2
AND DETAIL S970-8

BALL
VALVE

BALL
VALVE

SOLID
FLANGED END
PIPE (TYPICAL)

BALL
VALVE

BALL
VALVE

BALL
VALVE

1. FOR CLASS 1, 2 AND 3 FIRE SYSTEMS, FURNISH WITH DOUBLE CHECK DETECTOR ASSEMBLY (DCDA) PER DETAIL 
S970-8.

2. FOR CLASS 4 AND 5 FIRE SYSTEMS OR WHEN SERVICE IS LOCATED WITHIN 1,700 FEET OF HOLLY SYSTEM OR RIVER, 
FURNISH WITH REDUCED PRESSURE DETECTOR ASSEMBLY (RPDA).

3. GATE VALVES SHALL BE OS&Y RISING STEM, RESILIENT SEATED, FLANGED END, OPEN LEFT AND SHALL BE UL/FM 
APPROVED.

4. DCDA AND RPDA SHALL HAVE AN EPOXY COATED CAST OR DUCTILE IRON BODY, FLANGED ENDS, BE UL/FM APPROVED 
AND APPROVED BY THE FOUNDATION FOR CROSS-CONNECTION CONTROL AND HYDRAULIC RESEARCH AT THE 
UNIVERSITY OF SOUTHERN CALIFORNIA. DCDA AND RPDA SHALL HAVE TRIM KIT FOR BY-PASS METER AND 
APPURTENANCES.

5. BYPASS PIPING ON DCDA AND RPDA SHALL BE 3/4 INCH COPPER OR BRASS. BYPASS FITTINGSAND VALVES SHALL BE BRASS.
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1. SPECIAL DESIGN IS REQUIRED FOR FITTINGS ON DOMESTIC 
WATER MAIN PIPE LARGER THAN 12 INCHES AND FOR REDUCERS
HAVING MORE THAN ONE PIPE SIZE DIFFERENCE.

2. CONCRETE THRUST BLOCK IS TO BE USED IN ADDITION TO 
MECHANICAL RESTRAINT DEVICES, SEE DETAILS S900-4 AND 
S900-5.

3. ALL PLASTIC AND POLYETHYLENE WRAPPED DUCTILE IRON 
DOMESTIC WATER MAIN PIPE AND FITTING JOINTS WITHIN 
L-LHS-LLS DIMENSIONS MUST BE RESTRAINED USING APPROVED
MECHANICAL RESTRAINT DEVICE.

4. ASSUMPTION: SP SOILS, 4.50 FEET COVER, AND TYPE 4 LAYING
CONDITION.

RESTRAIN ALL JOINTS THAT ARE
WITHIN 18 FEET MINIMUM OF VALV

RESTRAIN ALL JOINTS
IN RUN DIRECTION
THAT ARE WITHIN 5 FEET
MINIMUM OF TEE

TAPE OR PLASTIC
STRAPS AT MAXIMUM
8' INTERVALS

PLASTIC WATER
MAIN PIPE

WHEN NECESSARY, USE END TO END SPLICE
CONNECTOR FOR CONNECTING WATER MAIN
TRACER WIRE TO WATER MAIN TRACER WIRE
ONLY - SEE DETAIL S901-10

1. FOR OPEN CUT INSTALLATION, TRACER WIRE IS TO BE #12 AWG
SOLID COPPER WITH 30 MIL BLUE HMWPE INSULATION. FOR 
TRENCHLESS INSTALLATION, TRACER WIRE IS TO BE #12 AWG 
SOLID COPPER CLAD STEEL CORE WITH 45 MIL BLUE HDPE 
INSULATION.

2. FOR PLASTIC WATER MAIN PIPE, TRACER WIRE IS TO RUN ALONG
TOP OF AND BE SECURED TO WATER MAIN PIPE WITH PLASTIC
STRAPS OR TAPE PLACED AT MAXIMUM 8 FEET INTERVALS. AT
WATER VALVE, TRACER WIRE IS TO RUN ALONG SIDE OF PLASTIC
WATER MAIN PIPE.

3. TRACER WIRE IS TO BE CONNECTED TO TERMINATION BOX 
INSTALLED ADJACENT TO HYDRANT. EXTEND TRACER WIRE UP
INSIDE OF TERMINATION BOX LEAVING MINIMUM OF 3 FEET OF
TRACER WIRE COILED UP INSIDE TOP OF TERMINATION BOX. 
CONNECT END OF TRACER WIRE TO TERMINAL BOARD.

10
 L

IF
T 

BR
ID

GE
 L

AN
E 

EA
ST

FA
IR

PO
RT

, N
EW

 Y
OR

K 
14

45
0

PH
ON

E 
58

5-
37

7-
73

60
FA

X 
58

5-
37

7-
73

09
W

W
W

.B
M

EP
C.

CO
M

JA
M

ES
 GEORGE  CRET EKO

S

0 95272

AutoCAD SHX Text
FUTURE RETAINING WALL

AutoCAD SHX Text
SCALE 1"=50' HORIZONTAL 1"=5'  VERTICAL

AutoCAD SHX Text
BEGIN WALL (SOUTHWEST CORNER OF BUILDING 3)

AutoCAD SHX Text
EXISTING GRADE (BACK OF WALL)

AutoCAD SHX Text
END WALL

AutoCAD SHX Text
PROPOSED GRADE (FRONT OF WALL)

AutoCAD SHX Text
SOUTHWEST CORNER OF PROPOSED PARKING FIELD

AutoCAD SHX Text
TOP OF WALL=509.0

AutoCAD SHX Text
6" BASE LEVELING COURSE

AutoCAD SHX Text
4" TOP CAP

AutoCAD SHX Text
6"

AutoCAD SHX Text
6" BASE LEVELING COURSE

AutoCAD SHX Text
NOTE: 	FUTURE RETAINING WALL IS TO BE FUTURE RETAINING WALL IS TO BE CONSTRUCTED WHEN LAND BANKED PARKING IS INSTALLED

AutoCAD SHX Text
DETAIL SHEET

AutoCAD SHX Text
DRAWING TITLE

AutoCAD SHX Text
CLIENT

AutoCAD SHX Text
LOCATION

AutoCAD SHX Text
PROJECT

AutoCAD SHX Text
COPYRIGHT   2020

AutoCAD SHX Text
BME Associates

AutoCAD SHX Text
c

AutoCAD SHX Text
DRAWING NO.

AutoCAD SHX Text
PROJECT NO.

AutoCAD SHX Text
DATE ISSUED

AutoCAD SHX Text
SCALE

AutoCAD SHX Text
DRAWN BY

AutoCAD SHX Text
PROJECT ENGINEER

AutoCAD SHX Text
PROJECT MANAGER

AutoCAD SHX Text
Drawing Alteration

AutoCAD SHX Text
of the alteration."

AutoCAD SHX Text
alteration, and a specific description

AutoCAD SHX Text
by his signature and the date of such

AutoCAD SHX Text
and the notation "altered by" followed 

AutoCAD SHX Text
surveyor shall affix to the item his seal

AutoCAD SHX Text
altered, the altering engineer or land

AutoCAD SHX Text
seal of an engineer or land surveyor is

AutoCAD SHX Text
item in any way. If an item bearing the

AutoCAD SHX Text
engineer or land surveyor to alter any

AutoCAD SHX Text
direction of a licensed professional

AutoCAD SHX Text
person, unless he is acting under the

AutoCAD SHX Text
"It is a violation of this law for any

AutoCAD SHX Text
drawing:

AutoCAD SHX Text
145 Section 7209 and applies to this

AutoCAD SHX Text
New York State Education Law Article

AutoCAD SHX Text
The following is an excerpt from the 

AutoCAD SHX Text
BY

AutoCAD SHX Text
DATE

AutoCAD SHX Text
REVISIONS

AutoCAD SHX Text
7

AutoCAD SHX Text
6

AutoCAD SHX Text
5

AutoCAD SHX Text
4

AutoCAD SHX Text
3

AutoCAD SHX Text
2

AutoCAD SHX Text
1

AutoCAD SHX Text
39

AutoCAD SHX Text
2293

AutoCAD SHX Text
AUGUST, 2015

AutoCAD SHX Text
1"=50'

AutoCAD SHX Text
R. GLITCH

AutoCAD SHX Text
WHITNEY BAIRD ASSOCIATES, LLC.

AutoCAD SHX Text
CITY OF ROCHESTER, MONROE COUNTY, NEW YORK

AutoCAD SHX Text
CULVER ROAD ARMORY

AutoCAD SHX Text
CITY OF ROCHESTER

AutoCAD SHX Text
ISSUED

AutoCAD SHX Text
REVISED

AutoCAD SHX Text
NON-STANDARD DWG.NO.S900-7 

AutoCAD SHX Text
WATER MAIN PIPE RESTRAINT DOMESTIC SYSTEM 

AutoCAD SHX Text
45°

AutoCAD SHX Text
90°

AutoCAD SHX Text
8"

AutoCAD SHX Text
12"

AutoCAD SHX Text
PIPE SIZE (INCHES)

AutoCAD SHX Text
4" - 6"

AutoCAD SHX Text
L

AutoCAD SHX Text
LHS

AutoCAD SHX Text
LLS

AutoCAD SHX Text
L

AutoCAD SHX Text
LHS

AutoCAD SHX Text
LLS

AutoCAD SHX Text
L

AutoCAD SHX Text
LHS

AutoCAD SHX Text
LLS

AutoCAD SHX Text
16

AutoCAD SHX Text
20

AutoCAD SHX Text
28

AutoCAD SHX Text
7

AutoCAD SHX Text
9

AutoCAD SHX Text
12

AutoCAD SHX Text
3

AutoCAD SHX Text
4

AutoCAD SHX Text
6

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
3

AutoCAD SHX Text
29

AutoCAD SHX Text
---

AutoCAD SHX Text
---

AutoCAD SHX Text
31

AutoCAD SHX Text
---

AutoCAD SHX Text
---

AutoCAD SHX Text
56

AutoCAD SHX Text
---

AutoCAD SHX Text
---

AutoCAD SHX Text
16

AutoCAD SHX Text
---

AutoCAD SHX Text
---

AutoCAD SHX Text
33

AutoCAD SHX Text
---

AutoCAD SHX Text
---

AutoCAD SHX Text
---

AutoCAD SHX Text
---

AutoCAD SHX Text
6

AutoCAD SHX Text
2

AutoCAD SHX Text
8

AutoCAD SHX Text
2

AutoCAD SHX Text
3

AutoCAD SHX Text
11

AutoCAD SHX Text
3

AutoCAD SHX Text
12

AutoCAD SHX Text
15

AutoCAD SHX Text
4

AutoCAD SHX Text
21

AutoCAD SHX Text
5

AutoCAD SHX Text
24

AutoCAD SHX Text
6

AutoCAD SHX Text
31

AutoCAD SHX Text
8

AutoCAD SHX Text
44

AutoCAD SHX Text
11

AutoCAD SHX Text
49

AutoCAD SHX Text
16

AutoCAD SHX Text
64

AutoCAD SHX Text
20

AutoCAD SHX Text
91

AutoCAD SHX Text
28

AutoCAD SHX Text
HORIZONTAL BEND

AutoCAD SHX Text
VERTICAL BEND

AutoCAD SHX Text
VALVE

AutoCAD SHX Text
L

AutoCAD SHX Text
LLS

AutoCAD SHX Text
LLS

AutoCAD SHX Text
LHS

AutoCAD SHX Text
LHS

AutoCAD SHX Text
TEE

AutoCAD SHX Text
REDUCER

AutoCAD SHX Text
CAP OR PLUG

AutoCAD SHX Text
L

AutoCAD SHX Text
MINIMUM LENGTH 

AutoCAD SHX Text
L = HORIZONTAL LENGTH LHS = VERTICAL HIGH SIDE LENGTH LLS = VERTICAL LOW SIDE LENGTH 

AutoCAD SHX Text
5-8-08

AutoCAD SHX Text
MINIMUM RESTRAINED LENGTH FOR WATER MAIN PIPE ADJACENT TO FITTINGS (IN FEET) (BASED ON INTERNAL PRESSURE OF 150 PSI) (SEE NOTE 1) 

AutoCAD SHX Text
L (BRANCH LENGTH) 

AutoCAD SHX Text
TEE

AutoCAD SHX Text
VALVE

AutoCAD SHX Text
REDUCER

AutoCAD SHX Text
56

AutoCAD SHX Text
---

AutoCAD SHX Text
---

AutoCAD SHX Text
74

AutoCAD SHX Text
---

AutoCAD SHX Text
---

AutoCAD SHX Text
---

AutoCAD SHX Text
---

AutoCAD SHX Text
105

AutoCAD SHX Text
REDUCER

AutoCAD SHX Text
TEE

AutoCAD SHX Text
64

AutoCAD SHX Text
L

AutoCAD SHX Text
CAP OR PLUG 

AutoCAD SHX Text
5'

AutoCAD SHX Text
5'

AutoCAD SHX Text
L

AutoCAD SHX Text
NOTES:

AutoCAD SHX Text
22-1/2°

AutoCAD SHX Text
11-1/4°

AutoCAD SHX Text
9-1-09

AutoCAD SHX Text
CAP PLUG 

AutoCAD SHX Text
18'

AutoCAD SHX Text
18'

AutoCAD SHX Text
E

AutoCAD SHX Text
CITY OF ROCHESTER

AutoCAD SHX Text
ISSUED

AutoCAD SHX Text
REVISED

AutoCAD SHX Text
NON-STANDARD DWG.NO.S901-8 

AutoCAD SHX Text
1-13-06

AutoCAD SHX Text
HYDRANT

AutoCAD SHX Text
HYDRANT BRANCH

AutoCAD SHX Text
TERMINATION BOX 

AutoCAD SHX Text
TRACER WIRE

AutoCAD SHX Text
TERMINAL BOARD

AutoCAD SHX Text
NOTES:

AutoCAD SHX Text
3' MAXIMUM 

AutoCAD SHX Text
6-1-09

AutoCAD SHX Text
PLASTIC WATER MAIN TRACER WIRE INSTALLATION 

AutoCAD SHX Text
NOTES:  1.   INSTALLATION TO BE COMPLETED IN ACCORDANCE WITH  MANUFACTURER'S SPECIFICATIONS.  2.   ALL DIMENSIONS ARE CONSIDERED TRUE AND REFLECT   MANUFACTURER'S SPECIFICATIONS. 3.   DO NOT SCALE DRAWING. 4.   THESE DRAWINGS ARE NOT FOR CONSTRUCTION PURPOSES  AND ARE FOR INFORMATION PURPOSES ONLY. ALL INFORMATION CONTAINED HEREIN WAS CURRENT AT THE TIME OF DEVELOPMENT BUT MUST BE REVIEWED AND APPROVED BY THE PRODUCT MANUFACTURER TO BE CONSIDERED ACCURATE. 5.   CONTRACTOR'S NOTE: FOR PRODUCT AND COMPANY   INFORMATION VISIT  www.CADdetails.com/info REFERENCE  www.CADdetails.com/info REFERENCE  NUMBER 438-232.

AutoCAD SHX Text
SETBACK = 1 5/8" (5.0° BATTER ANGLE ON WALL)

AutoCAD SHX Text
MOVE BLOCKS FORWARD DURING INSTALLTION TO ENGAGE SHEAR KNOBS (TYPICAL)

AutoCAD SHX Text
FREE DRAINING BACKFILL TO EXTEND AT LEAST 12" BEHIND WALL

AutoCAD SHX Text
NON-WOVEN GEOTEXTILE FABRIC (IF SPECIFIED)

AutoCAD SHX Text
GROUND LEVEL

AutoCAD SHX Text
CRUSHED STONE LEVELING PAD

AutoCAD SHX Text
GROUND LEVEL

AutoCAD SHX Text
41" BOTTOM BLOCK

AutoCAD SHX Text
28" BLOCK

AutoCAD SHX Text
PERFORATED SOCK DRAIN (AS SPECIFIED BY ENGINEER)

AutoCAD SHX Text
EXPOSED WALL (VARIES PER DESIGN)

AutoCAD SHX Text
WALL HEIGHT (VARIES PER DESIGN)

AutoCAD SHX Text
NOTE: LOAD CONDITION A SHOWN (NO BACKSLOPE - NO SURCHARGE)

AutoCAD SHX Text
LEVELING PAD

AutoCAD SHX Text
FREESTANDING BLOCK (18" BLOCK)

AutoCAD SHX Text
CAP BLOCK (4")

AutoCAD SHX Text
BURY DEPTH

AutoCAD SHX Text
N.T.S.

AutoCAD SHX Text
FUTURE RETAINING WALL

AutoCAD SHX Text
RRG

AutoCAD SHX Text
12/18/15

AutoCAD SHX Text
REVISED PER CITY PLANNING COMMENTS

AutoCAD SHX Text
8" CONC.

AutoCAD SHX Text
PROFILE

AutoCAD SHX Text
L

AutoCAD SHX Text
ROAD

AutoCAD SHX Text
C

AutoCAD SHX Text
PROPOSED SUBBASE

AutoCAD SHX Text
CONCRETE

AutoCAD SHX Text
PROPOSED

AutoCAD SHX Text
CURB

AutoCAD SHX Text
CONCRETE

AutoCAD SHX Text
PROPOSED

AutoCAD SHX Text
CURB

AutoCAD SHX Text
TRANSITION (WEST)

AutoCAD SHX Text
N.T.S.

AutoCAD SHX Text
%%URAISED WALKWAY DETAIL

AutoCAD SHX Text
L

AutoCAD SHX Text
CROSSWALK

AutoCAD SHX Text
C

AutoCAD SHX Text
5'

AutoCAD SHX Text
5'

AutoCAD SHX Text
TRANSITION (EAST)

AutoCAD SHX Text
PROPOSED SUBBASE

AutoCAD SHX Text
CONCRETE CURB

AutoCAD SHX Text
PROPOSED 6"

AutoCAD SHX Text
A

AutoCAD SHX Text
SECTION A-A

AutoCAD SHX Text
TABLE

AutoCAD SHX Text
7'

AutoCAD SHX Text
8" CONC.

AutoCAD SHX Text
PAVEMENT COURSE PER DETAIL

AutoCAD SHX Text
RRG

AutoCAD SHX Text
5/26/16

AutoCAD SHX Text
REVISED PER CITY PLANNING AND AGENCY COMMENTS

AutoCAD SHX Text
(SHEET 4 OF 5)

AutoCAD SHX Text
RRG

AutoCAD SHX Text
8/1/16

AutoCAD SHX Text
REVISED PER AGENCY COMMENTS

AutoCAD SHX Text
J. CRETEKOS

AutoCAD SHX Text
P. VARS

AutoCAD SHX Text
205 ST. PAUL ST. SUITE 200

AutoCAD SHX Text
ROCHESTER, NY 14604

AutoCAD SHX Text
E

AutoCAD SHX Text
X

AutoCAD SHX Text
C

AutoCAD SHX Text
E

AutoCAD SHX Text
L

AutoCAD SHX Text
S

AutoCAD SHX Text
I

AutoCAD SHX Text
O

AutoCAD SHX Text
R

AutoCAD SHX Text
NOTE: 	FUTURE RETAINING WALL IS TO BE FUTURE RETAINING WALL IS TO BE CONSTRUCTED WHEN LAND BANKED PARKING IS INSTALLED



1. BLOW-OFF SHALL BE LOCATED AS CLOSE AS POSSIBLE TO THE
END OF WATER MAIN.

2. ATTACH ONE 5 POUND ANODE TO 2 INCH BRASS PIPE NEAR
BASE OF ELBOW USING BRONZE GROUND CLAMP.

NOTES:

¾

10
 L

IF
T 

BR
ID

GE
 L

AN
E 

EA
ST

FA
IR

PO
RT

, N
EW

 Y
OR

K 
14

45
0

PH
ON

E 
58

5-
37

7-
73

60
FA

X 
58

5-
37

7-
73

09
W

W
W

.B
M

EP
C.

CO
M

JA
M

ES
 GEORGE  CRET EKO

S

0 95272

AutoCAD SHX Text
DETAIL SHEET

AutoCAD SHX Text
DRAWING TITLE

AutoCAD SHX Text
CLIENT

AutoCAD SHX Text
LOCATION

AutoCAD SHX Text
PROJECT

AutoCAD SHX Text
COPYRIGHT   2020

AutoCAD SHX Text
BME Associates

AutoCAD SHX Text
c

AutoCAD SHX Text
DRAWING NO.

AutoCAD SHX Text
PROJECT NO.

AutoCAD SHX Text
DATE ISSUED

AutoCAD SHX Text
SCALE

AutoCAD SHX Text
DRAWN BY

AutoCAD SHX Text
PROJECT ENGINEER

AutoCAD SHX Text
PROJECT MANAGER

AutoCAD SHX Text
Drawing Alteration

AutoCAD SHX Text
of the alteration."

AutoCAD SHX Text
alteration, and a specific description

AutoCAD SHX Text
by his signature and the date of such

AutoCAD SHX Text
and the notation "altered by" followed 

AutoCAD SHX Text
surveyor shall affix to the item his seal

AutoCAD SHX Text
altered, the altering engineer or land

AutoCAD SHX Text
seal of an engineer or land surveyor is

AutoCAD SHX Text
item in any way. If an item bearing the

AutoCAD SHX Text
engineer or land surveyor to alter any

AutoCAD SHX Text
direction of a licensed professional

AutoCAD SHX Text
person, unless he is acting under the

AutoCAD SHX Text
"It is a violation of this law for any

AutoCAD SHX Text
drawing:

AutoCAD SHX Text
145 Section 7209 and applies to this

AutoCAD SHX Text
New York State Education Law Article

AutoCAD SHX Text
The following is an excerpt from the 

AutoCAD SHX Text
BY

AutoCAD SHX Text
DATE

AutoCAD SHX Text
REVISIONS

AutoCAD SHX Text
7

AutoCAD SHX Text
6

AutoCAD SHX Text
5

AutoCAD SHX Text
4

AutoCAD SHX Text
3

AutoCAD SHX Text
2

AutoCAD SHX Text
1

AutoCAD SHX Text
43

AutoCAD SHX Text
2293

AutoCAD SHX Text
AUGUST, 2015

AutoCAD SHX Text
1"=50'

AutoCAD SHX Text
R. GLITCH

AutoCAD SHX Text
WHITNEY BAIRD ASSOCIATES, LLC.

AutoCAD SHX Text
CITY OF ROCHESTER, MONROE COUNTY, NEW YORK

AutoCAD SHX Text
CULVER ROAD ARMORY

AutoCAD SHX Text
(SHEET 5 OF 5)

AutoCAD SHX Text
CITY OF ROCHESTER

AutoCAD SHX Text
ISSUED

AutoCAD SHX Text
REVISED

AutoCAD SHX Text
2-25-14

AutoCAD SHX Text
STD. DWG. NO. S922-1

AutoCAD SHX Text
PERMANENT BLOW-OFF ASSEMBLY

AutoCAD SHX Text
FINISHED GRADE

AutoCAD SHX Text
THREADED BRASS CAP  4"BELOW FINISHED GRADE

AutoCAD SHX Text
2" THREADED BRASS PIPE

AutoCAD SHX Text
2" THREADED BRASS PIPE 18" MIN. LENGTH

AutoCAD SHX Text
MJ CAP OR PLUG WITH MJ RESTRAINT

AutoCAD SHX Text
SELECT GRANULAR BACKFILL (WATER)

AutoCAD SHX Text
2" STOP & WASTE BALL VALVE WITH 2" GATE VALVE OPERATING NUT

AutoCAD SHX Text
2" THREADED BRASS ELBOW

AutoCAD SHX Text
WATER MAIN

AutoCAD SHX Text
CONCRETE THRUST BLOCK

AutoCAD SHX Text
#1 WASHED STONE WITH 6 MIL POLYETHYLENE BARRIER AROUND STONE

AutoCAD SHX Text
WATER MAIN

AutoCAD SHX Text
2" CORPORATION STOP

AutoCAD SHX Text
2" THREADED BRASS PIPE 6" MIN. LENGTH

AutoCAD SHX Text
SERVICE SADDLE

AutoCAD SHX Text
ELEVATION

AutoCAD SHX Text
PLAN

AutoCAD SHX Text
UNDISTURBED EARTH

AutoCAD SHX Text
SOLID CONCRETE BLOCK (TYP.)

AutoCAD SHX Text
5-1/4" SLIDING TYPE VALVE BOX

AutoCAD SHX Text
7" SCREW TYPE VALVE BOX

AutoCAD SHX Text
7" SCREW TYPE VALVE BOX

AutoCAD SHX Text
5-1/4" SLIDING TYPE VALVE BOX

AutoCAD SHX Text
WATER

AutoCAD SHX Text
WATER

AutoCAD SHX Text
MINIMUM DIMENSIONS (IN FEET)

AutoCAD SHX Text
TOP SECTION MINIMUM VOLUME CONCRETE 

AutoCAD SHX Text
A

AutoCAD SHX Text
B

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
E

AutoCAD SHX Text
F

AutoCAD SHX Text
G

AutoCAD SHX Text
H

AutoCAD SHX Text
BEND

AutoCAD SHX Text
6"

AutoCAD SHX Text
8"

AutoCAD SHX Text
12"

AutoCAD SHX Text
45°

AutoCAD SHX Text
90°

AutoCAD SHX Text
45°

AutoCAD SHX Text
90°

AutoCAD SHX Text
45°

AutoCAD SHX Text
90°

AutoCAD SHX Text
0.25 CY

AutoCAD SHX Text
0.50 CY

AutoCAD SHX Text
0.95 CY

AutoCAD SHX Text
0.45 CY

AutoCAD SHX Text
0.90 CY

AutoCAD SHX Text
1.65 CY

AutoCAD SHX Text
1.05 CY

AutoCAD SHX Text
2.00 CY

AutoCAD SHX Text
3.70 CY

AutoCAD SHX Text
1.30 CY

AutoCAD SHX Text
2.35 CY

AutoCAD SHX Text
5.20 CY

AutoCAD SHX Text
1.0

AutoCAD SHX Text
1.0

AutoCAD SHX Text
1.0

AutoCAD SHX Text
1.0

AutoCAD SHX Text
1.0

AutoCAD SHX Text
1.0

AutoCAD SHX Text
1.0

AutoCAD SHX Text
1.0

AutoCAD SHX Text
1.5

AutoCAD SHX Text
1.5

AutoCAD SHX Text
1.5

AutoCAD SHX Text
1.0

AutoCAD SHX Text
1.0

AutoCAD SHX Text
1.0

AutoCAD SHX Text
1.0

AutoCAD SHX Text
1.0

AutoCAD SHX Text
1.0

AutoCAD SHX Text
2.0

AutoCAD SHX Text
1.5

AutoCAD SHX Text
1.5

AutoCAD SHX Text
5.0

AutoCAD SHX Text
3.0

AutoCAD SHX Text
3.0

AutoCAD SHX Text
1.5

AutoCAD SHX Text
1.5

AutoCAD SHX Text
1.5

AutoCAD SHX Text
3.0

AutoCAD SHX Text
1.5

AutoCAD SHX Text
2.5

AutoCAD SHX Text
3.5

AutoCAD SHX Text
3.5

AutoCAD SHX Text
4.0

AutoCAD SHX Text
5.5

AutoCAD SHX Text
5.0

AutoCAD SHX Text
4.0

AutoCAD SHX Text
2.5

AutoCAD SHX Text
0.5

AutoCAD SHX Text
1.0

AutoCAD SHX Text
1.5

AutoCAD SHX Text
1.0

AutoCAD SHX Text
1.0

AutoCAD SHX Text
1.5

AutoCAD SHX Text
1.5

AutoCAD SHX Text
2.0

AutoCAD SHX Text
2.5

AutoCAD SHX Text
2.0

AutoCAD SHX Text
2.0

AutoCAD SHX Text
1.5

AutoCAD SHX Text
1.0

AutoCAD SHX Text
2.0

AutoCAD SHX Text
2.0

AutoCAD SHX Text
1.5

AutoCAD SHX Text
2.0

AutoCAD SHX Text
2.0

AutoCAD SHX Text
2.0

AutoCAD SHX Text
2.0

AutoCAD SHX Text
3.5

AutoCAD SHX Text
3.0

AutoCAD SHX Text
3.0

AutoCAD SHX Text
2.0

AutoCAD SHX Text
2.5

AutoCAD SHX Text
2.5

AutoCAD SHX Text
2.5

AutoCAD SHX Text
2.7

AutoCAD SHX Text
2.7

AutoCAD SHX Text
2.5

AutoCAD SHX Text
3.0

AutoCAD SHX Text
3.0

AutoCAD SHX Text
4.0

AutoCAD SHX Text
3.5

AutoCAD SHX Text
3.0

AutoCAD SHX Text
3.0

AutoCAD SHX Text
0.5

AutoCAD SHX Text
1.5

AutoCAD SHX Text
1.5

AutoCAD SHX Text
1.0

AutoCAD SHX Text
1.5

AutoCAD SHX Text
1.5

AutoCAD SHX Text
1.5

AutoCAD SHX Text
1.5

AutoCAD SHX Text
3.0

AutoCAD SHX Text
2.5

AutoCAD SHX Text
2.5

AutoCAD SHX Text
1.5

AutoCAD SHX Text
CITY OF ROCHESTER

AutoCAD SHX Text
ISSUED

AutoCAD SHX Text
REVISED

AutoCAD SHX Text
1-13-06

AutoCAD SHX Text
NON-STANDARD DWG.NO.S900-5 

AutoCAD SHX Text
VERTICAL THRUST BLOCK DOMESTIC SYSTEM 

AutoCAD SHX Text
CLASS K CONCRETE THRUST BLOCK 

AutoCAD SHX Text
CLASS K CONCRETE THRUST BLOCK 

AutoCAD SHX Text
B

AutoCAD SHX Text
#6 REBARS

AutoCAD SHX Text
G

AutoCAD SHX Text
E

AutoCAD SHX Text
6"

AutoCAD SHX Text
H

AutoCAD SHX Text
F

AutoCAD SHX Text
UNDISTURBED EARTH (TYPICAL) 

AutoCAD SHX Text
UNDISTURBED EARTH (TYPICAL) 

AutoCAD SHX Text
A

AutoCAD SHX Text
BEND

AutoCAD SHX Text
(2)#6 REBARS

AutoCAD SHX Text
D

AutoCAD SHX Text
UPPER VERTICAL BEND

AutoCAD SHX Text
LOWER VERTICAL BEND

AutoCAD SHX Text
C

AutoCAD SHX Text
WATER MAIN 

AutoCAD SHX Text
WATER MAIN 

AutoCAD SHX Text
BEND

AutoCAD SHX Text
NOTES:

AutoCAD SHX Text
2.5

AutoCAD SHX Text
2.5

AutoCAD SHX Text
2.5

AutoCAD SHX Text
2.7

AutoCAD SHX Text
2.7

AutoCAD SHX Text
2.5

AutoCAD SHX Text
2.7

AutoCAD SHX Text
2.7

AutoCAD SHX Text
3.0

AutoCAD SHX Text
3.0

AutoCAD SHX Text
3.0

AutoCAD SHX Text
3.0

AutoCAD SHX Text
1.  SPECIAL DESIGN IS REQUIRED FOR FITTINGS ON SPECIAL DESIGN IS REQUIRED FOR FITTINGS ON     DOMESTIC WATER MAIN PIPE LARGER THAN 12 DOMESTIC WATER MAIN PIPE LARGER THAN 12 INCHES. 2.  MECHANICAL RESTRAINT IS REQUIRED IN MECHANICAL RESTRAINT IS REQUIRED IN ADDITION TO     THRUST BLOCK, SEE DETAIL S900-7.THRUST BLOCK, SEE DETAIL S900-7.

AutoCAD SHX Text
11-1/4°

AutoCAD SHX Text
22-1/2°

AutoCAD SHX Text
11-1/4°

AutoCAD SHX Text
22-1/2°

AutoCAD SHX Text
11-1/4°

AutoCAD SHX Text
22-1/2°

AutoCAD SHX Text
PIPE SIZE (INCHES) 

AutoCAD SHX Text
6-1-09

AutoCAD SHX Text
CITY OF ROCHESTER

AutoCAD SHX Text
ISSUED

AutoCAD SHX Text
REVISED

AutoCAD SHX Text
NON-STANDARD DWG.NO.S966-2

AutoCAD SHX Text
10-17-08

AutoCAD SHX Text
12-28-10

AutoCAD SHX Text
THERMITE WELD DETAILS

AutoCAD SHX Text
NOTES:

AutoCAD SHX Text
1.   FOLLOW MANUFACTURER'S PROCEDURES AND  FOLLOW MANUFACTURER'S PROCEDURES AND  RECOMMENDATIONS WHEN THERMITE WELDING. 2.   USE APPROPRIATE WELD MOLDS AND WELD METALS USE APPROPRIATE WELD MOLDS AND WELD METALS FOR   SPECIFIC SIZE AND MATERIAL OF PIPE SPECIFIC SIZE AND MATERIAL OF PIPE THAT WIRE IS BEING   ATTACHED TO. ATTACHED TO. 3.   WHEN THERMITE WELDING #12 AWG WIRES OR WHEN THERMITE WELDING #12 AWG WIRES OR SMALLER,   INSERT  END OF WIRE INTO AN INSERT  END OF WIRE INTO AN APPROVED COPPER SLEEVE   PRIOR TO THERMITE PRIOR TO THERMITE WELDING AND CRIMP SLEEVE ON WIRE. 4.   TEST WELD INTEGRITY BY STRIKING WELD WITH A TEST WELD INTEGRITY BY STRIKING WELD WITH A HAMMER   AFTER WELD HAS COOLED. AVOID AFTER WELD HAS COOLED. AVOID STRIKING WIRE.  WIRE. WIRE. 

AutoCAD SHX Text
%%USTEP 2

AutoCAD SHX Text
%%USTEP 5

AutoCAD SHX Text
FROM OPERATOR - IGNITE STARTING POWDER.

AutoCAD SHX Text
HOLD MOLD FIRMLY WITH OPENING AWAY

AutoCAD SHX Text
%%USTEP 4

AutoCAD SHX Text
%%USTEP 3

AutoCAD SHX Text
%%USTEP 1

AutoCAD SHX Text
C

AutoCAD SHX Text
L

AutoCAD SHX Text
PIPE

AutoCAD SHX Text
METAL DISC

AutoCAD SHX Text
GRAPHITE MOLD

AutoCAD SHX Text
METAL POWDER

AutoCAD SHX Text
STARTING POWDER

AutoCAD SHX Text
WIRE

AutoCAD SHX Text
GRAPHITE COVER

AutoCAD SHX Text
HANDLE

AutoCAD SHX Text
"±

AutoCAD SHX Text
STRIP INSULATION FROM WIRE. INSERT WIRE IN COPPER ADAPTER  SLEEVE IF WIRE IS #12 AWG OR SMALLER -SEE NOTE 3

AutoCAD SHX Text
CLEAN PIPE SURFACE AT WELD LOCATION TO BRIGHT  METAL USING MECHANICAL GRINDER

AutoCAD SHX Text
ADAPTER SLEEVE

AutoCAD SHX Text
ADAPTER SLEEVE

AutoCAD SHX Text
TEST WELD INTEGRITY (SEE NOTE #4) REMOVE SLAG FROM CONNECTION AND THOROUGHLY CLEAN WELD AREA

AutoCAD SHX Text
COAT ALL EXPOSED METAL AT WELD AREA WITH ONE COAT OF BRUSH APPLIED BITUMASTIC PROTECTIVE COATING

AutoCAD SHX Text
BITUMASTIC COATING

AutoCAD SHX Text
WELD

AutoCAD SHX Text
CITY OF ROCHESTER

AutoCAD SHX Text
ISSUED

AutoCAD SHX Text
REVISED

AutoCAD SHX Text
NEW WATER SERVICE 4 INCH AND LARGER ON EXISTING  WATER MAIN - NOTES

AutoCAD SHX Text
8-11-11

AutoCAD SHX Text
NON-STANDARD DWG.NO.S970-5

AutoCAD SHX Text
1.  IF DIMENSION "A" BETWEEN THE CENTERLINE OF THE WATER MAIN AND THE FACE OF CURB IF DIMENSION "A" BETWEEN THE CENTERLINE OF THE WATER MAIN AND THE FACE OF CURB IS 6 FEET OR LESS, THE  CURB VALVE IS NOT REQUIRED. CURB VALVE IS REQUIRED WHEN CURB VALVE IS NOT REQUIRED. CURB VALVE IS REQUIRED WHEN DIMENSION "A" EXCEEDS 6 FEET. 2. A METER VAULT MAY BE REQUIRED FOR A DOMESTIC SERVICE, WHEN THE WATER SERVICE A METER VAULT MAY BE REQUIRED FOR A DOMESTIC SERVICE, WHEN THE WATER SERVICE LENGTH, AS MEASURED  FROM THE STREET RIGHT-OF-WAY LINE TO THE BUILDING WALL, FROM THE STREET RIGHT-OF-WAY LINE TO THE BUILDING WALL, EXCEEDS 100 FEET. WHEN THE WATER SERVICE   LENGTH EXCEEDS 100 FEET, THE LENGTH EXCEEDS 100 FEET, THE WATER BUREAU WILL REVIEW EACH NEW WATER SERVICE PLAN TO DETERMINE IF  THE THE METER SHOULD EITHER BE PLACED; INSIDE OF THE HEATED BUILDING; IN A METER VAULT OUTSIDE OF THE   BUILDING NEAR THE RIGHT-OF-WAY LINE OR IN A HEATED ABOVE BUILDING NEAR THE RIGHT-OF-WAY LINE OR IN A HEATED ABOVE GROUND ENCLOSURE NEAR THE RIGHT-OF-WAY  LINE. LINE. 3. ALL JOINTS ON NEW WATER SERVICE PIPE, FITTINGS AND VALVES SHALL BE ALL JOINTS ON NEW WATER SERVICE PIPE, FITTINGS AND VALVES SHALL BE MECHANICALLY RESTRAINED. CONCRETE   THRUST BLOCKS ARE ALSO REQUIRED AT FITTINGS THRUST BLOCKS ARE ALSO REQUIRED AT FITTINGS PER DETAIL DRAWINGS S900-4, S900-5, S900-9 AND S900-10. 4. A BACKFLOW PREVENTION DEVICE IS REQUIRED ON ALL DOMESTIC WATER SERVICES 1   A BACKFLOW PREVENTION DEVICE IS REQUIRED ON ALL DOMESTIC WATER SERVICES 1   12AND LARGER. 5. NEW WATER SERVICE SHALL BE PRESSURE TESTED FROM GUARD VALVE TO WITHIN 5 NEW WATER SERVICE SHALL BE PRESSURE TESTED FROM GUARD VALVE TO WITHIN 5 FEET OF EXTERIOR BUILDING  WALL. PRESSURE TESTING SHALL BE PERFORMED IN WALL. PRESSURE TESTING SHALL BE PERFORMED IN ACCORDANCE WITH SPECIFICATION  S900-3.05. PIPE, FITTING AND  VALVE JOINTS ON PORTION VALVE JOINTS ON PORTION OF SERVICE NOT SUBJECT TO PRESSURE TEST SHALL BE LEAK TESTED AT NORMAL   OPERATING PRESSURE. 6. WHEN THE LENGTH OF THE NEW WATER SERVICE EXCEEDS 50 FEET, WATER SERVICE WHEN THE LENGTH OF THE NEW WATER SERVICE EXCEEDS 50 FEET, WATER SERVICE SHALL BE DISINFECTED USING THE  CONTINUOUS FEED METHOD IN ACCORDANCE WITH  CONTINUOUS FEED METHOD IN ACCORDANCE WITH  SPECIFICATION S900-3.06. FOR WATER SERVICES LESS THAN 50  FEET, ALL WATER SERVICE FEET, ALL WATER SERVICE PIPE, FITTINGS AND VALVES SHALL BE SPRAY OR SWAB DISINFECTED WITH 1%-5% CHLORINE SOLUTION. 7. ON PLASTIC WATER SERVICES, WHEN DIMENSION "A" IS 6 FEET OR LESS AND THE CURB ON PLASTIC WATER SERVICES, WHEN DIMENSION "A" IS 6 FEET OR LESS AND THE CURB VALVE IS NOT REQUIRED,   EXTEND TRACER WIRE ALONG SERVICE TO RIGHT-OF-WAY EXTEND TRACER WIRE ALONG SERVICE TO RIGHT-OF-WAY LINE AND INSTALL TRACER WIRE TERMINATION BOX AT  RIGHT-OF-WAY. RIGHT-OF-WAY. 8. ONE MAGNESIUM ANODE IS TO BE INSTALLED ON EACH PIECE OF NEW DUCTILE IRON WATER ONE MAGNESIUM ANODE IS TO BE INSTALLED ON EACH PIECE OF NEW DUCTILE IRON WATER SERVICE PIPE BETWEEN  THE WATER MAIN AND RIGHT-OF-WAY LINE. SEE DETAIL S966-2. THE WATER MAIN AND RIGHT-OF-WAY LINE. SEE DETAIL S966-2. USE 17 POUND ANODE ON 4 INCH AND 6 INCH PIPE,  32 POUND ANODE ON 8 INCH AND 10 32 POUND ANODE ON 8 INCH AND 10 INCH PIPE AND 48 POUND ANODE ON 12 INCH PIPE. 9. ALL DUCTILE IRON WATER SERVICE PIPE, FITTINGS AND VALVES LOCATED WITHIN THE ALL DUCTILE IRON WATER SERVICE PIPE, FITTINGS AND VALVES LOCATED WITHIN THE STREET RIGHT-OF-WAY  ARE TO  BE INSTALLED IN POLYETHYLENE ENCASEMENT. BE INSTALLED IN POLYETHYLENE ENCASEMENT. 10. IF PLANS CALL FOR THE INSTALLATION OF A TAPPING SLEEVE AND VALVE, BUT THE IF PLANS CALL FOR THE INSTALLATION OF A TAPPING SLEEVE AND VALVE, BUT THE WATER MAIN CAN NOT BE TAPPED   DUE TO SPATIAL LIMITATIONS ,  A NEW SERVICE TEE DUE TO SPATIAL LIMITATIONS ,  A NEW SERVICE TEE WITH A SERVICE VALVE MAY NEED TO BE CUT INTO THE EXISTING  WATER MAIN.  WATER MAIN.  11 PROPOSED DEVIATIONS TO THE APPROVED PLANS REQUIRE WATER BUREAU AUTHORIZATION PROPOSED DEVIATIONS TO THE APPROVED PLANS REQUIRE WATER BUREAU AUTHORIZATION BEFORE    BEGINNING THE WORK.BEGINNING THE WORK.

AutoCAD SHX Text
J. CRETEKOS

AutoCAD SHX Text
P. VARS

AutoCAD SHX Text
205 ST. PAUL ST. SUITE 200

AutoCAD SHX Text
ROCHESTER, NY 14604

AutoCAD SHX Text
TAPPING VALVE

AutoCAD SHX Text
NEW WATER SERVICE PIPE (SEE DETAIL S970-4)

AutoCAD SHX Text
TAPPING SLEEVE

AutoCAD SHX Text
CITY OF ROCHESTER

AutoCAD SHX Text
ISSUED

AutoCAD SHX Text
REVISED

AutoCAD SHX Text
NON-STANDARD DWG.NO.S966-9

AutoCAD SHX Text
7-7-16

AutoCAD SHX Text
ANODE AT TAPPING SLEEVE AND VALVE ON EXISTING CAST/ DUCTILE IRON WATER MAIN

AutoCAD SHX Text
NOTES:

AutoCAD SHX Text
1. USE HIGH POTENTIAL MAGNESIUM ANODE IN USE HIGH POTENTIAL MAGNESIUM ANODE IN PREPACKAGED CLOTH BAG WITH BACKFILL. BARE WEIGHT OF ANODE INGOT (EXCLUDING BACKFILL) AND NUMBER OF ANODES AS NOTED ON PLANS OR AS  DIRECTED BY PROJECT MANAGER. 2. ANODE IS TO BE PLACED IN TRENCH, WITH ANODE CENTERLINE 6 INCHES MINIMUM BELOW BOTTOM OF MAIN AND 2 FEET  MINIMUM FROM SIDE WALL OF MAIN. MINIMUM FROM SIDE WALL OF MAIN. ANODE TO BE SURROUNDED WITH NATIVE BACKFILL. 3. WHEN TWO ANODES ARE REQUIRED AT NEW WATER WHEN TWO ANODES ARE REQUIRED AT NEW WATER SERVICE, THE SECOND ANODE SHALL BE LOCATED ON OPPOSITE SIDE OF THE TAPPING SLEEVE AND VALVE. 

AutoCAD SHX Text
ANODE LEAD WIRE #12 AWG SOLID COPPER WITH BLACK TW, THWN/THHN INSULATION

AutoCAD SHX Text
MAGNESIUM ANODE- SEE NOTES 1 AND 2

AutoCAD SHX Text
EXISTING CAST OR DUCTILE IRON WATER MAIN

AutoCAD SHX Text
THERMITE WELD CONNECTION. COPPER SLEEVE REQUIRED- SEE DWG. S966-2

AutoCAD SHX Text
ELEVATION

AutoCAD SHX Text
EXISTING CAST OR DUCTILE IRON WATER MAIN

AutoCAD SHX Text
2' MIN.

AutoCAD SHX Text
6" MIN.

AutoCAD SHX Text
MAGNESIUM ANODE  (SEE NOTES 1 AND 2 AND DETAIL S-966-1)

AutoCAD SHX Text
2' MIN.

AutoCAD SHX Text
ADDITIONAL ANODE IF REQUIRED-  SEE NOTE 3

AutoCAD SHX Text
ANODE LEAD WIRE

AutoCAD SHX Text
THERMITE WELD CONNECTION COPPER SLEEVE REQUIRED- SEE DWG. S966-2.

AutoCAD SHX Text
TAPPING VALVE

AutoCAD SHX Text
SEE DETAIL S900-12 WATER SERVICE TAP EXCAVATION

AutoCAD SHX Text
PLAN

AutoCAD SHX Text
ADDITIONAL ANODE IF REQUIRED-  SEE NOTE 3

AutoCAD SHX Text
NEW WATER SERVICE PIPE (SEE DETAIL S970-4)

AutoCAD SHX Text
CITY OF ROCHESTER

AutoCAD SHX Text
ISSUED

AutoCAD SHX Text
REVISED

AutoCAD SHX Text
NON-STANDARD DWG.NO.S966-7

AutoCAD SHX Text
1-05-12

AutoCAD SHX Text
ANODES AT INSERTION SLEEVE AND CUT-IN TEE ON EXISTING IRON PIPE

AutoCAD SHX Text
NOTES:

AutoCAD SHX Text
1. USE HIGH POTENTIAL MAGNESIUM ANODE IN USE HIGH POTENTIAL MAGNESIUM ANODE IN PRE-PACKAGED CLOTH BAG WITH BACKFILL. LISTED WEIGHT IS BARE WEIGHT OF ANODE INGOT (EXCLUDING BACKFILL). 2.  ANODE IS TO BE PLACED IN TRENCH, WITH ANODE ANODE IS TO BE PLACED IN TRENCH, WITH ANODE CENTERLINE 6 INCHES MINIMUM BELOW BOTTOM OF MAIN AND 2 FEET MINIMUM FROM SIDE WALL OF MAIN. ANODE TO BE SURROUNDED WITH NATIVE BACKFILL. 3. ALL NEW DUCTILE IRON PIPE NIPPLES AND FITTINGS ALL NEW DUCTILE IRON PIPE NIPPLES AND FITTINGS ARE TO BE ENCASED WITH POLYETHYLENE WRAP 

AutoCAD SHX Text
THERMITE WELD WIRE CONNECTION (TYPICAL). COPPER SLEEVE REQUIRED -SEE DWG. S966-2.

AutoCAD SHX Text
17 POUND MAGNESIUM ANODE  -SEE NOTES 1 AND 2

AutoCAD SHX Text
EXISTING CAST OR DUCTILE IRON WATER MAIN

AutoCAD SHX Text
ANODE LEAD WIRE

AutoCAD SHX Text
ANODE AT CUT-IN TEE - PLAN

AutoCAD SHX Text
ANODE AT INSERTION SLEEVE - PLAN

AutoCAD SHX Text
2' MIN.

AutoCAD SHX Text
NEW M.J. SOLID SLEEVE

AutoCAD SHX Text
NEW M.J. SOLID SLEEVE

AutoCAD SHX Text
NEW DUCTILE IRON PIPE NIPPLE

AutoCAD SHX Text
THERMITE WELD WIRE CONNECTION (TYPICAL). COPPER SLEEVE REQUIRED -SEE DWG. S966-2.

AutoCAD SHX Text
EXISTING CAST OR DUCTILE IRON WATER MAIN

AutoCAD SHX Text
2' MIN.

AutoCAD SHX Text
NEW M.J. SOLID SLEEVE

AutoCAD SHX Text
NEW M.J. SOLID SLEEVE

AutoCAD SHX Text
NEW M.J. DUCTILE IRON TEE

AutoCAD SHX Text
17 POUND MAGNESIUM ANODE (TYPICAL) - SEE NOTES 1 AND 2

AutoCAD SHX Text
17 POUND MAGNESIUM ANODE 

AutoCAD SHX Text
NEW DUCTILE IRON PIPE NIPPLE

AutoCAD SHX Text
NEW DUCTILE IRON OR PLASTIC PIPE

AutoCAD SHX Text
NEW DUCTILE IRON PIPE NIPPLE

AutoCAD SHX Text
M.J. RESTRAINT (TYP.)

AutoCAD SHX Text
M.J. RESTRAINT (TYP.)

AutoCAD SHX Text
ANODE LEAD WIRE (TYP.)

AutoCAD SHX Text
M.J. RESTRAINT (TYP.)

AutoCAD SHX Text
CITY OF ROCHESTER

AutoCAD SHX Text
ISSUED

AutoCAD SHX Text
REVISED

AutoCAD SHX Text
NON-STANDARD DWG.NO.S966-4

AutoCAD SHX Text
11-26-08

AutoCAD SHX Text
12-28-10

AutoCAD SHX Text
ANODE AT NEW WATER SERVICE ON EXISTING CAST/DUCTILE IRON WATER MAIN

AutoCAD SHX Text
NOTES:

AutoCAD SHX Text
1. APPLY ONE COAT OF BITUMASTIC TO MAIN AT SERVICE CONNECTION, CORPORATION STOP AND, FOR COPPER WATER SERVICES ONLY, SECTION OF SERVICE WITHIN 3 FEET OF MAIN. 2. USE HIGH POTENTIAL MAGNESIUM ANODE IN USE HIGH POTENTIAL MAGNESIUM ANODE IN PREPACKAGED CLOTH BAG WITH BACKFILL. BARE WEIGHT OF ANODE INGOT (EXCLUDING BACKFILL) AND NUMBER OF ANODES AS NOTED ON PLANS OR AS  DIRECTED BY PROJECT MANAGER. 3. ANODE IS TO BE PLACED IN TRENCH, WITH ANODE CENTERLINE 6 INCHES MINIMUM BELOW BOTTOM OF MAIN AND 2 FEET MINIMUM FROM SIDE WALL OF MAIN. ANODE TO BE SURROUNDED WITH NATIVE BACKFILL. 4. WHEN TWO ANODES ARE REQUIRED AT NEW WATER WHEN TWO ANODES ARE REQUIRED AT NEW WATER SERVICE, THE SECOND ANODE SHALL BE LOCATED ON OPPOSITE SIDE OF WATER MAIN. SECOND ANODE LEAD WIRE SHALL BE THERMITE WELDED TO TOP OF WATER MAIN AT LEAST 1 FOOT FROM THERMITE WELD FOR  FIRST ANODE LEAD WIRE.
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ANODE LEAD WIRE #12 AWG SOLID COPPER WITH BLACK TW, THWN/THHN INSULATION

AutoCAD SHX Text
MAGNESIUM ANODE -SEE NOTES 2 AND 3
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NEW COPPER OR P.E. WATER SERVICE
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CORPORATION STOP
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EXISTING CAST OR DUCTILE IRON WATER MAIN
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THERMITE WELD CONNECTION. COPPER SLEEVE REQUIRED -SEE DWG. S966-2.
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BITUMASTIC COATING -SEE NOTE 1
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MAGNESIUM ANODE  -SEE NOTES 2 AND 3
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ADDITIONAL ANODE IF REQUIRED  -SEE NOTE 4
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ANODE LEAD WIRE
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THERMITE WELD CONNECTION. COPPER SLEEVE REQUIRED -SEE DWG. S966-2.
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